Attachment J

Reporting of Analytical Results



KEY FOR THE ANALYTICAL TABLES

Compound/Type Analytical Method Units Criterion
Asbestos
Air PCM f/cc 0.01 (secondary)
TEM AHERA S>0.5¢/cc  0.022 (secondary)
TEM PCMe S>5¢/cc 0.0009 (primary clearance))
Micro vacuum TEM AHERA S/cm® not available
Wipe TEM AHERA S/cm’ not available
Dioxin - TEQ EMPC (ND=1/2)
Air Method 8290 ng/m’ 0.001 (primary clearance)
Wipe Method 8290 ng/m’ 4 (primary clearance)
Gypsum
Air NIOSH 7500 mg/m’ not available
Wipe NIOSH 7500 mg/m’ not available
Lead
Air NIOSH 7300 cg/m’ 1 (primary clearance)
Micro vacuum NIOSH 7300 ce/ft? 25 (comparison value)
Wipe NIOSH 7300 ce/ft? 25 (primary clearance)
Mineral: alpha-Quartz
Air NIOSH 7500 mg/m’ 4 (primary clearance)
Wipe NIOSH 7500 mg/m’ not available
Mineral: Calcite
Air NIOSH 7500 mg/m’ not available
Wipe NIOSH 7500 mg/m’ not available
Mineral: Cristobalite
Air NIOSH 7500 mg/m’ not available
Wipe NIOSH 7500 mg/m’ not available
Mineral: Tridymite
Air NIOSH 7500 mg/m’ not available
Wipe NIOSH 7500 mg/m’ not available
MMVF
Air SEM/PLM mmvf S/L 10 (primary clearance)
Wipe SEM/PLM mmvf S/c  not available
(=S/cm?
PAH
Air Method 8270 cg/m’ 0.2 (primary clearance)
Wipe Method 8270 cg/m’ 300 (primary clearance)
Total Dust

Micro vacuum NADCA mg/cm’ 0.5 (secondary)



Unit 2B Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-2B-005 Microvac 6331.52 S/cm2 Chrysotile
9094-M-2B-006 Microvac 11871.6 S/cm2 Chrysotile
9094-M-2B-007 Microvac 25326.1 S/cm2 Chrysotile
9094-W-2B-001 Wipe ND < 2366.41 S/cm2
9094-W-2B-002 Wipe ND < 2366.41 S/cm2 Anthophyllite/Chrysotile
9094-W-2B-003 Wipe 102096 S/cm2 Chrysotile
9094-W-2B-004 Wipe 5540.08 S/cm2 Chrysotile

Post 1st cleaning - Test 3A

Sample ID Matrix Detected Result Comment
9094-A-2B-008 Air 0.003 flcc
9094-A-2B-009 Air 0.005 ficc
9094-A-2B-010 Air 0.002 flcc
9094-A-2B-008 Air 0.0068 S>0.5u/cc Chrysotile
9094-A-2B-009 Air 0.0095 S>0.5u/cc Chrysotile
9094-A-2B-010 Air 0.0026 S>0.5u/cc Chrysotile
9094-A-2B-008 Air ND < 0.0009 S>5u/cc  Chrysotile
9094-A-2B-009 Air ND < 0.0009 S>5u/cc  Chrysotile
9094-A-2B-010 Air ND < 0.0009 S>5u/cc  Chrysotile
9094-M-2B-020 Microvac 22160.3 S/cm2 Chrysotile
9094-M-2B-021 Microvac 10288.7 S/cm2 Chrysotile
9094-M-2B-022 Microvac 72284.9 S/cm2 Chrysotile
9094-M-2B-023 Microvac 11080.2 S/cm2 Chrysotile
9094-W-2B-015 Wipe ND < 5916.01 S/cm2
9094-W-2B-016 Wipe ND < 5916.01 S/cm2
9094-W-2B-017 Wipe ND < 5916.01 S/cm2 Chrysotile
9094-W-2B-018 Wipe ND < 5916.01 S/cm2 Chrysotile
9094-W-2B-019 Wipe 5935.8 S/cm2 Chrysotile
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Unit 2B Results
Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-2B-002 Wipe 0.488 ng/m2
9094-W-2B-003 Wipe 0.526 ng/m2
9094-W-2B-004 Wipe 0.642 ng/m2

Post 1st cleaning - Test 3A

Sample ID Matrix Detected Result Comment
9094-W-2B-016 Wipe 0.556 ng/m2
9094-W-2B-017 Wipe 0.522 ng/m2
9094-W-2B-018 Wipe 0.476 ng/m2
9094-W-2B-019 Wipe 0.563 ng/m2

Gypsum
Post 1st cleaning - Test 3A

Sample ID Matrix Detected Result Comment
9094-A-2B-013 Air ND < 0.016 mg/m3
9094-A-2B-014 Air ND < 0.016 mg/m3

Lead
Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-2B-005 Microvac ND < 232 ug/ft2
9094-M-2B-006 Microvac 4.54  ug/ft2
9094-M-2B-007 Microvac ND < 232 ug/ft2
9094-W-2B-002 Wipe ND < 465 uglft2
9094-W-2B-003 Wipe 97 ug/ft2
9094-W-2B-004 Wipe 17.5 ug/ft2
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Unit 2B Results

Post 1st cleaning - Test 3A

Sample ID Matrix Detected

9094-A-2B-011 Air

9094-A-2B-012 Air

9094-M-2B-020  Microvac ND
9094-M-2B-021 Microvac ND
9094-M-2B-022  Microvac ND
9094-M-2B-023  Microvac ND
9094-W-2B-016 Wipe ND

9094-W-2B-017 Wipe
9094-W-2B-018 Wipe
9094-W-2B-019 Wipe

Post 2nd cleaning - Test 3A
Sample ID Matrix Detected
9094-A-2B-024 Air

Mineral: alpha-Quartz

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-2B-013 Air ND
9094-A-2B-014 Air ND

Mineral: Calcite

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-2B-013 Air ND
9094-A-2B-014 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-2B-013 Air ND
9094-A-2B-014 Air ND

Result
0.197

0.193
< 232
< 232
< 232
< 232
< 465
9.9
18.7
7.41

Result
0.309

Result
< 0.004

< 0.004

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016
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ug/m3
ug/m3
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2

ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3

mg/m3

Comment

Comment

Comment

Comment

Comment



Unit 2B Results

Mineral: Tridymite

Post 1st cleaning - Test 3A

Sample ID Matrix
9094-A-2B-013 Air
9094-A-2B-014 Air

MMVF
Before cleaning

Sample ID Matrix
9094-W-2B-002 Wipe
9094-W-2B-003 Wipe
9094-W-2B-004 Wipe

Post 1st cleaning - Test 3A

Sample ID Matrix
9094-A-2B-008 Air
9094-A-2B-009 Air
9094-A-2B-010 Air
9094-W-2B-015 Wipe
9094-W-2B-016 Wipe
9094-W-2B-017 Wipe
9094-W-2B-018 Wipe
9094-W-2B-019 Wipe

PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix
9094-W-2B-002 Wipe
9094-W-2B-003 Wipe
9094-W-2B-004 Wipe

Post 1st cleaning - Test 3A

Sample ID Matrix
9094-W-2B-016 Wipe
9094-W-2B-017 Wipe
9094-W-2B-018 Wipe
9094-W-2B-019 Wipe

Detected
ND

ND

Detected

Detected

ND

Detected
U

u
u

Detected
U

u
u
u

Result
< 0.016

< 0.016

Result
629.55

13163.22
400.62

Result
6.645

1.685
3.922
< 57.23
114.46
228.93
171.69
171.69

Result
290

290
290

Result
290

290
290

290
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mg/m3
mg/m3

S/cm2
S/cm2
S/cm2

S/L
S/L
S/L
S/cm2
S/em?2
S/ecm?2
S/cm2
S/ecm?2

ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment

Comment

Comment

Comment



Unit 2A Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-2A-006 Microvac 3561.48 S/cm2 Chrysotile
9094-M-2A-007 Microvac 30866.2 S/cm2 Chrysotile
9094-M-2A-008 Microvac 20973.2 S/cm2 Chrysotile
9094-M-2A-009  Microvac ND < 1582.88 S/cm2
9094-W-2A-001 Wipe ND < 2366.41 S/cm?2 Chrysotile
9094-W-2A-002 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-2A-003 Wipe 56192.2 S/cm2 Chrysotile
9094-W-2A-004 Wipe 18994.6 S/cm2 Chrysotile
9094-W-2A-005 Wipe 3165.76 S/cm?2 Chrysotile

Post 1st cleaning - Test 1B

Sample ID Matrix Detected Result Comment
9094-A-2A-010 Air 0.003 flcc
9094-A-2A-011 Air 0.003 f/cc
9094-A-2A-012 Air 0.002 f/cc
9094-A-2A-010 Air S>0.5u/cc Not analyzed due to

overloading of particulates.
9094-A-2A-011 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-2A-012 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-2A-010 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-2A-011 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-2A-012 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-M-2A-022 Microvac 45903.5 S/cm2 Chrysotile
9094-M-2A-023 Microvac ND < 3165.76 S/cm2 Chrysotile. Asbestos detected
below detection limit.
9094-M-2A-024 Microvac 13454.5 S/cm2 Chrysotile
9094-W-2A-017 Wipe ND < 1183.2 S/cm2
9094-W-2A-018 Wipe ND < 1183.2 S/cm2
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Unit 2A Results

9094-W-2A-019 Wipe 4396.89 S/cm2 Chrysotile
9094-W-2A-020 Wipe ND < 2366.41 S/cm?2 Chrysotile. Asbestos detected
below detection limit.
9094-W-2A-021 Wipe ND < 1183.2 S/cm2
Post 2nd Cleaning - Test 1B
Sample ID Matrix Detected Result Comment
9094-A-2A-025 Air 0.001 flcc
9094-A-2A-026 Air 0.001 flcc
9094-A-2A-027 Air 0.001 flcc
9094-A-2A-028 Air 0.002 flcc
9094-A-2A-029 Air 0.001 flcc
9094-A-2A-030 Air 0.001 flcc
9094-A-2A-025 Air 0.0022 S>0.5u/cc Chrysotile
9094-A-2A-026 Air 0.0013 S>0.5u/cc Chrysotile
9094-A-2A-027 Air 0.0042 S>0.5u/cc Chrysotile
9094-A-2A-028 Air ND < 0.0005 $S>0.5u/cc
9094-A-2A-029 Air 0.0005 S>0.5u/cc Chrysotile
9094-A-2A-030 Air ND < 0.0005 $S>0.5u/cc
9094-A-2A-025 Air 0.0004 S>5u/cc  Chrysotile
9094-A-2A-026 Air 0.0009 S>5u/cc  Chrysotile
9094-A-2A-027 Air 0.0004 S>5u/cc  Chrysotile
9094-A-2A-028 Air ND < 0.0005 S>5u/cc
9094-A-2A-029 Air ND < 0.0005 S>5u/cc
9094-A-2A-030 Air ND < 0.0005 S>5u/cc

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-2A-002 Wipe 0.585 ng/m2
9094-W-2A-003 Wipe 1.21  ng/m2
9094-W-2A-004 Wipe 0.752 ng/m2
9094-W-2A-005 Wipe 0.843 ng/m2
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Unit 2A Results

Post 1st cleaning - Test 1B

Sample ID Matrix Detected Result Comment
9094-W-2A-018 Wipe 0.557 ng/m2
9094-W-2A-019 Wipe 0.507 ng/m2
9094-W-2A-020 Wipe 0.556 ng/m2
9094-W-2A-021 Wipe 0.647 ng/m2

Gypsum
Post 1st cleaning - Test 1B

Sample ID Matrix Detected Result Comment
9094-A-2A-015 Air ND < 0.016 mg/m3
9094-A-2A-016 Air ND < 0.016 mg/m3

Lead
Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-2A-006  Microvac 4.03 ug/ft2
9094-M-2A-007  Microvac 144  uglft2
9094-M-2A-008  Microvac 3.89  ug/ft2
9094-M-2A-009  Microvac ND < 232 ugfft2
9094-W-2A-002 Wipe ND < 465 ugl/ft2
9094-W-2A-003 Wipe 49.4  ug/ft2
9094-W-2A-004 Wipe 354  ug/ft2
9094-W-2A-005 Wipe 446  ug/ft2

Post 1st cleaning - Test 1B

Sample ID Matrix Detected Result Comment
9094-A-2A-013 Air ND < 0.052 ug/m3
9094-A-2A-014 Air ND < 0.052 ug/m3
9094-M-2A-022  Microvac ND < 232 ug/ft2
9094-M-2A-023  Microvac ND < 232 ug/ft2
9094-M-2A-024  Microvac ND < 232 ugfft2
9094-W-2A-018 Wipe ND < 465 ugl/ft2
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Unit 2A Results
9094-W-2A-019 Wipe
9094-W-2A-020 Wipe ND
9094-W-2A-021 Wipe ND

Mineral: alpha-Quartz

Post 1st cleaning - Test 1B

Sample ID Matrix Detected
9094-A-2A-015 Air ND
9094-A-2A-016 Air ND

Mineral: Calcite

Post 1st cleaning - Test 1B

Sample ID Matrix Detected
9094-A-2A-015 Air ND
9094-A-2A-016 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 1B

Sample ID Matrix Detected
9094-A-2A-015 Air ND
9094-A-2A-016 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 1B

Sample ID Matrix Detected
9094-A-2A-015 Air ND
9094-A-2A-016 Air ND

MMVF
Before cleaning

Sample ID Matrix Detected

9094-W-2A-002 Wipe ND

9094-W-2A-003 Wipe
9094-W-2A-004 Wipe
9094-W-2A-005 Wipe

A

A

11.3
4.65
4.65

Result
0.004

0.004

Result
0.016

0.016

Result
0.016

0.016

Result
0.016

0.016

Result
57.23
629.55
2117.56
343.39
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mg/m3

mg/m3
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Comment

Comment
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Unit 2A Results

Post 1st cleaning - Test 1B

Sample ID Matrix Detected Result Comment
9094-A-2A-010 Air 0.825 S/L
9094-A-2A-011 Air 0.617 SI/L
9094-A-2A-012 Air 1284 S/L
9094-W-2A-017 Wipe 57.23 S/cm2
9094-W-2A-018 Wipe 114.46 S/cm2
9094-W-2A-019 Wipe 171.69 S/cm2
9094-W-2A-020 Wipe 57.23 S/cm2
9094-W-2A-021 Wipe 114.46 S/cm2

PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-2A-002 Wipe U 290  ug/m2
9094-W-2A-003 Wipe 290  ug/m2
9094-W-2A-004 Wipe U 290  ug/m2
9094-W-2A-005 Wipe U 290  ug/m2

Post 1st cleaning - Test 1B

Sample ID Matrix Detected Result Comment
9094-W-2A-018 Wipe U 290  ug/m2
9094-W-2A-019 Wipe U 290  ug/m2
9094-W-2A-020 Wipe U 290  ug/m2
9094-W-2A-021 Wipe U 290  ug/m2
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2nd Floor Hallway Results

Asbestos

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-A-2ND-001 Air

9094-A-2ND-002 Air
9094-A-2ND-001 Air
9094-A-2ND-002 Air
9094-A-2ND-001 Air
9094-A-2ND-002 Air
Gypsum

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-A-2ND-005 Air

9094-A-2ND-006 Air

Lead
Post 1st cleaning - Test 4A
Sample ID Matrix

9094-A-2ND-003 Air
9094-A-2ND-004 Air

Detected

ND

Detected
ND

ND

Detected
ND

ND

Mineral: alpha-Quartz

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-A-2ND-005 Air

9094-A-2ND-006 Air

Mineral: Calcite

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-A-2ND-005 Air

9094-A-2ND-006 Air

Detected
ND

ND

Detected
ND

ND

Result
0.003

0.002
0.0011
0.0025
0.0005
0.0005

Result
0.009

0.009

Result
0.052

0.052

Result
0.004

0.004

Result
0.017

0.017
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flcc

flcc
S>0.5u/cc
S>0.5u/cc
S>5u/cc

S>5u/cc

mg/m3
mg/m3

ug/m3
ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

Comment

Chrysotile
Chrysotile

Chrysotile

Comment

Comment

Comment

Comment



2nd Floor Hallway Results

Mineral: Cristobalite

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-2ND-005 Air ND
9094-A-2ND-006 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-2ND-005 Air ND
9094-A-2ND-006 Air ND

MMVF
Post 1st cleaning - Test 4A

Sample ID Matrix Detected

9094-A-2ND-001 Air ND

9094-A-2ND-002 Air

Result
< 0.017

< 0.017

Result
< 0.017

< 0.017

Result
< 0.071

0.067
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mg/m3
mg/m3

mg/m3
mg/m3

S/L
S/L

Comment

Comment

Comment



Unit 3A Results

Asbestos

Before cleaning
Sample ID
9094-A-3A-005

9094-A-3A-006
9094-A-3A-005
9094-A-3A-006
9094-M-3A-006
9094-M-3A-007
9094-M-3A-008
9094-M-3A-009
9094-W-3A-001
9094-W-3A-002
9094-W-3A-003
9094-W-3A-004

Matrix
Air
Air
Air
Air

Microvac
Microvac
Microvac
Microvac
Wipe
Wipe
Wipe
Wipe

Post 1st cleaning - Test 2B

Sample ID
9094-A-3A-010

9094-A-3A-011
9094-A-3A-012

9094-A-3A-010
9094-A-3A-011

9094-A-3A-012
9094-A-3A-010
9094-A-3A-011

9094-A-3A-012
9094-M-3A-022
9094-M-3A-023
9094-M-3A-024
9094-M-3A-025
9094-W-3A-017

Matrix
Air
Air
Air
Air
Air
Air
Air
Air
Air

Microvac
Microvac
Microvac
Microvac

Wipe

Detected Result

0.006
0.004
ND

A

0.0009

A

ND 0.0008
116688
435336
72805.3
80784

ND

A

2366.41

A

ND 2366.41

ND

A

2366.41
4748.64

Detected Result

0.004

0.0009

0.0009

ND < 0.0009

ND < 0.0009
94972.8
237432
3957.2

ND < 3165.76

15037.4
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flcc

flcc
S>5u/cc
S>5u/cc
S/cm2
S/em?2
S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2
S/cm2

flcc

flcc

flcc

S>0.5u/cc
S>0.5u/cc

S>0.5u/cc
S>5u/cc

S>5u/cc

S>5u/cc
S/cm2
S/ecm?2
S/ecm?2
S/ecm?2
S/cm2

Comment

Chrysotile
Chrysotile
Chrysotile

Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile

Not analyzed due to
overloading of particulates.

Chrysotile

Not analyzed due to
overloading of particulates.

Chrysotile
Chrysotile

Chrysotile

Chrysotile



Unit 3A Results

9094-W-3A-018 Wipe ND
9094-W-3A-019 Wipe
9094-W-3A-020 Wipe
9094-W-3A-021 Wipe ND

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected
9094-W-3A-002 Wipe
9094-W-3A-003 Wipe
9094-W-3A-004 Wipe

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-W-3A-018 Wipe
9094-W-3A-019 Wipe
9094-W-3A-020 Wipe
9094-W-3A-021 Wipe

Gypsum
Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-3A-015 Air ND
9094-A-3A-016 Air ND

Lead
Before cleaning

Sample ID Matrix Detected
9094-M-3A-006  Microvac ND
9094-M-3A-007  Microvac ND
9094-M-3A-008  Microvac ND
9094-M-3A-009  Microvac ND
9094-W-3A-002 Wipe ND
9094-W-3A-003 Wipe
9094-W-3A-004 Wipe

< 11832

3957.2
3165.76
< 2366.41

Result
0.54

0.616
0.592

Result
0.535

0.606
0.597
0.706

Result
< 0.016

A

0.017

Result
< 4.65

< 465
< 465
< 465
< 465
38.9

12
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S/cm2

S/cm2
S/cm2
S/cm2

ng/m2
ng/m2
ng/m2

ng/m2
ng/m2
ng/m2
ng/m2

mg/m3
mg/m3

ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2

Particulate matter; sensivity
(11832 s/cm2) not reached.

Chrysotile
Chrysotile

Chrysotile

Comment

Comment

Comment

Comment



Unit 3A Results

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-3A-013 Air
9094-A-3A-014 Air

9094-M-3A-022  Microvac
9094-M-3A-023  Microvac ND
9094-M-3A-024  Microvac
9094-M-3A-025  Microvac ND
9094-W-3A-018 Wipe ND
9094-W-3A-019 Wipe
9094-W-3A-020 Wipe
9094-W-3A-021 Wipe ND
Mineral: alpha-Quartz

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-3A-015 Air ND
9094-A-3A-016 Air ND

Mineral: Calcite

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-3A-015 Air ND
9094-A-3A-016 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-3A-015 Air ND
9094-A-3A-016 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-3A-015 Air ND
9094-A-3A-016 Air ND

Result
0.116

0.131

4.85
< 232
4.39
< 232
< 465
10.5
9.29
< 465

Result
< 0.004

< 0.004

Result
< 0.016

< 0.017

Result
< 0.016

< 0.017

Result
< 0.016

< 0.017
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ug/m3
ug/m3

ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

Comment

Field blank contamination
(Validation = R).

Field blank contamination
(Validation = R).

Comment

Comment

Comment

Comment



Unit 3A Results

MMVF
Before cleaning
Sample ID Matrix Detected Result Comment
9094-A-3A-005 Air 3.283 S/L
9094-A-3A-006 Air 0.903 S/L
9094-W-3A-002 Wipe 57.23 S/cm2
9094-W-3A-003 Wipe 801.24 S/cm2
9094-W-3A-004 Wipe 686.78 S/cm2
Post 1st cleaning - Test 2B
Sample ID Matrix Detected Result Comment
9094-A-3A-010 Air 1226 S/L
9094-A-3A-011 Air 0.819 SiL
9094-A-3A-012 Air 1.734 S/L
9094-W-3A-017 Wipe ND < 2289 S/cm2
9094-W-3A-018 Wipe ND < 2289 S/cm2
9094-W-3A-019 Wipe ND < 2289 S/cm2
9094-W-3A-020 Wipe ND < 2289 S/cm2
9094-W-3A-021 Wipe ND < 2289 S/cm2

PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-3A-002 Wipe U 290  ug/m2
9094-W-3A-003 Wipe U 290  ug/m2
9094-W-3A-004 Wipe U 290  ug/m2

Post 1st cleaning - Test 2B

Sample ID Matrix Detected Result Comment
9094-W-3A-018 Wipe U 290  ug/m2
9094-W-3A-019 Wipe U 290  ug/m2
9094-W-3A-020 Wipe U 290  ug/m2
9094-W-3A-021 Wipe U 290  ug/m2
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Unit 3B Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment

9094-A-3B-009 Air 0.03 flcc

9094-A-3B-010 Air 0.006 flcc

9094-A-3B-009 Air ND < 0.0009 S>5u/cc

9094-A-3B-010 Air ND < 0.0009 S>5u/cc

9094-M-3B-006 Microvac 20944 S/cm2 Chrysotile

9094-M-3B-007 Microvac 4986.67 S/cm2 Chrysotile

9094-M-3B-008 Microvac ND < 4488 S/cm2

9094-W-3B-001 Wipe ND < 2366.41 S/cm?2

9094-W-3B-002 Wipe ND < 2366.41 S/cm?2

9094-W-3B-003 Wipe 3165.76 S/cm2 Chrysotile

9094-W-3B-004 Wipe ND < 2366.41 S/cm?2

Post 1st cleaning - Scope A
Sample ID Matrix Detected Result Comment

9094-A-3B-011 Air 0.003 flcc

9094-A-3B-012 Air 0.003 flcc

9094-A-3B-013 Air 0.004 ficc

9094-A-3B-011 Air S>0.5u/cc Not analyzed due to
overloading of particulates.

9094-A-3B-012 Air S>0.5u/cc Not analyzed due to
overloading of particulates.

9094-A-3B-013 Air S>0.5u/cc Not analyzed due to
overloading of particulates.

9094-A-3B-011 Air S>5u/cc  Not analyzed due to
overloading of particulates.

9094-A-3B-012 Air S>5u/cc  Not analyzed due to
overloading of particulates.

9094-A-3B-013 Air S>5u/cc  Not analyzed due to
overloading of particulates.

9094-M-3B-023 Microvac 22951.8 S/cm2 Chrysotile

9094-M-3B-024 Microvac 33240.5 S/cm2 Chrysotile

9094-M-3B-025 Microvac 13454.5 S/cm2 Chrysotile
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Unit 3B Results

9094-W-3B-018 Wipe 741.975 S/cm?2 Chrysotile
9094-W-3B-019 Wipe ND < 739.502 S/cm2 Chrysotile - Asbestos detected
below detection limit.

9094-W-3B-020 Wipe 4699.18 S/cm2 Chrysotile
9094-W-3B-021 Wipe 3957.2 S/cm2 Chrysotile
9094-W-3B-022 Wipe 2473.25 S/cm2 Chrysotile

Post 2nd cleaning - Scope A
Sample ID Matrix Detected Result Comment
9094-A-3B-039 Air ND < 0.001 flcc
9094-A-3B-040 Air ND < 0.001 flcc
9094-A-3B-041 Air 0.001 flcc
9094-A-3B-039 Air ND < 0.0005 $S>0.5u/cc
9094-A-3B-040 Air ND < 0.0005 $S>0.5u/cc
9094-A-3B-041 Air ND < 0.0005 $S>0.5u/cc
9094-A-3B-039 Air ND < 0.0005 S>5u/cc
9094-A-3B-040 Air ND < 0.0005 S>5u/cc
9094-A-3B-041 Air ND < 0.0005 S>5u/cc

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-3B-002 Wipe 0.712 ng/m2
9094-W-3B-003 Wipe 0.506 ng/m2
9094-W-3B-004 Wipe 1.13 ng/m2
9094-W-3B-005 Wipe 0.526 ng/m2

Post 1st cleaning - Scope A

Sample ID Matrix Detected Result Comment
9094-W-3B-019 Wipe 0.913 ng/m2
9094-W-3B-020 Wipe 0.94 ng/m2
9094-W-3B-021 Wipe 0.915 ng/m2
9094-W-3B-022 Wipe 0.866 ng/m2
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Unit 3B Results

Gypsum
Post 1st cleaning - Scope A
Sample ID Matrix Detected Result Comment
9094-A-3B-016 Air ND < 0.008 mg/m3
9094-A-3B-017 Air ND < 0.008 mg/m3
Lead
Before cleaning
Sample ID Matrix Detected Result Comment
9094-M-3B-006  Microvac ND < 465 ug/ft2
9094-M-3B-007  Microvac ND < 465 ug/ft2
9094-M-3B-008  Microvac ND < 465 ug/ft2
9094-W-3B-002 Wipe ND < 465 ug/ft2
9094-W-3B-003 Wipe 11.5  ug/ft2
9094-W-3B-004 Wipe 9.65 ug/ft2
9094-W-3B-005 Wipe 0 ug/ft2 Sample lost by laboratory.
Post 1st cleaning - Scope A
Sample ID Matrix Detected Result Comment
9094-A-3B-014 Air 0.225 ug/m3
9094-A-3B-015 Air 0.238 ug/m3
9094-M-3B-023  Microvac ND < 232 uglft2
9094-M-3B-024  Microvac ND < 232 ug/ft2
9094-M-3B-025  Microvac ND < 232 uglft2
9094-W-3B-019 Wipe ND < 465 ug/ft2
9094-W-3B-020 Wipe 51.6  ug/ft2
9094-W-3B-021 Wipe 10.9 ug/ft2
9094-W-3B-022 Wipe 7.27  ug/ft2
Post 2nd cleaning - Scope A
Sample ID Matrix Detected Result Comment
9094-W-3B-037 Wipe ug/ft2 Sample was received broken;
not analyzed.
9094-W-3B-038 Wipe ND < 464 ug/ft2
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Unit 3B Results

Mineral: alpha-Quartz

Post 1st cleaning - Scope A

Sample ID Matrix Detected
9094-A-3B-016 Air ND
9094-A-3B-017 Air ND

Mineral: Calcite

Post 1st cleaning - Scope A

Sample ID Matrix Detected
9094-A-3B-016 Air ND
9094-A-3B-017 Air ND

Mineral: Cristobalite

Post 1st cleaning - Scope A

Sample ID Matrix Detected
9094-A-3B-016 Air ND
9094-A-3B-017 Air ND

Mineral: Tridymite

Post 1st cleaning - Scope A

Sample ID Matrix Detected
9094-A-3B-016 Air ND
9094-A-3B-017 Air ND

MMVF
Before cleaning

Sample ID Matrix Detected
9094-A-3B-009 Air
9094-A-3B-010 Air

9094-W-3B-002 Wipe
9094-W-3B-003 Wipe
9094-W-3B-004 Wipe

Post 1st cleaning - Scope A

Sample ID Matrix Detected
9094-A-3B-011 Air
9094-A-3B-012 Air
9094-A-3B-013 Air

9094-W-3B-018 Wipe

Result
< 0.004

< 0.004

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
14.78

2.644
744.01
2289.26
744.01

Result
1.528

2.209
0.946
57.23

Page 4 of 5

mg/m3
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mg/m3
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mg/m3
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mg/m3
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S/L
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S/ecm?2
S/ecm?2

S/L
S/L
S/L
S/cm2

Comment

Comment

Comment

Comment

Comment

Comment



Unit 3B Results

9094-W-3B-019 Wipe ND < 57.23 S/cm2
9094-W-3B-020 Wipe ND < 57.23 S/cm2
9094-W-3B-021 Wipe 57.23 S/cm2
9094-W-3B-022 Wipe ND < 57.23 S/cm2

PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-3B-002 Wipe U 290  ug/m2
9094-W-3B-003 Wipe U 290  ug/m2
9094-W-3B-004 Wipe U 290  ug/m2
9094-W-3B-005 Wipe U 290  ug/m2

Post 1st cleaning - Scope A

Sample ID Matrix Detected Result Comment
9094-W-3B-019 Wipe U 290  ug/m2
9094-W-3B-020 Wipe U 290  ug/m2
9094-W-3B-021 Wipe U 290  ug/m2
9094-W-3B-022 Wipe U 290  ug/m2
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Unit 3C Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-3C-005  Microvac 127160 S/cm2 Chrysotile
9094-M-3C-006  Microvac 286110 S/cm2 Chrysotile
9094-M-3C-007  Microvac 190740 S/cm2 Chrysotile
9094-M-3C-008  Microvac 589050 S/cm2 Chrysotile
9094-W-3C-001 Wipe ND < 2366.41 S/cm?2
9094-W-3C-002 Wipe 2374.32 S/cm2 Chrysotile
9094-W-3C-003 Wipe 55400.8 S/cm2 Chrysotile
9094-W-3C-004 Wipe 75978.2 S/cm2 Chrysotile/Amosite.

Post 1st cleaning - Test 1A
Sample ID Matrix Detected Result Comment
9094-A-3C-009 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-010 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-011 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-009 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-3C-010 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-3C-011 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-M-3C-021 Microvac 223582 S/cm2 Chrysotile
9094-M-3C-022  Microvac 39967.7 S/cm2 1 Actinolite and 100 Chrysotile
9094-M-3C-023  Microvac 888172 S/cm2 Chrysotile
9094-M-3C-024  Microvac 147406 S/cm2 Chrysotile
9094-W-3C-016 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-3C-017 Wipe 12663 S/cm2 Chrysotile
9094-W-3C-018 Wipe 77561.1 S/cm2 Chrysotile
9094-W-3C-019 Wipe ND < 2366.41 S/cm?2
9094-W-3C-020 Wipe 134545 S/cm2 Chrysotile
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Unit 3C Results

Post 2nd cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-3C-025 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-026 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-027 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-028 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-029 Air flcc Not analyzed due to
overloading of particulates.
9094-A-3C-025 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-3C-026 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-3C-027 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-3C-028 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-3C-029 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-3C-025 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-3C-026 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-3C-027 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-3C-028 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-3C-029 Air S>5u/cc  Not analyzed due to

overloading of particulates.

Post 3rd cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-A-3C-032 Air ND < 0.001 flcc
9094-A-3C-033 Air ND < 0.001 flcc
9094-A-3C-034 Air ND < 0.001 flcc
9094-A-3C-035 Air 0.004 flcc
9094-A-3C-036 Air 0.002 ficc
9094-A-3C-037 Air 0.002 flcc
9094-A-3C-032 Air ND < 0.0005 S>0.5ulcc
9094-A-3C-033 Air ND < 0.0005 S>0.5ulcc
9094-A-3C-034 Air ND < 0.0005 S>0.5ulcc
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Unit 3C Results

9094-A-3C-035
9094-A-3C-036
9094-A-3C-037
9094-A-3C-032
9094-A-3C-033
9094-A-3C-034
9094-A-3C-035
9094-A-3C-036
9094-A-3C-037

Air
Air
Air
Air
Air
Air
Air
Air
Air

ND
ND
ND
ND
ND
ND
ND
ND
ND

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix
9094-W-3C-002 Wipe
9094-W-3C-003 Wipe
9094-W-3C-004 Wipe

Post 1st cleaning - Test 1A

Sample ID Matrix
9094-W-3C-017 Wipe
9094-W-3C-018 Wipe
9094-W-3C-019 Wipe
9094-W-3C-020 Wipe

Gypsum
Post 1st cleaning - Test 1A

Sample ID Matrix
9094-A-3C-014 Air
9094-A-3C-015 Air

Lead
Before cleaning

Sample ID Matrix
9094-M-3C-005  Microvac
9094-M-3C-006  Microvac
9094-M-3C-007  Microvac
9094-M-3C-008  Microvac

Detected

Detected

Detected
ND

ND

Detected

< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005

Result
0.558

6.2
1.32

Result
0.618

0.56
0.557
0.525

Result
< 0.016

< 0.017

Result
68.4
135
43.3
394
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S>0.5u/cc
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ng/m2
ng/m2
ng/m2

ng/m2
ng/m2
ng/m2
ng/m2

mg/m3
mg/m3

ug/ft2
ug/ft2
ug/ft2
ug/ft2

Comment

Comment

Comment

Comment



Unit 3C Results
9094-W-3C-002 Wipe ND
9094-W-3C-003 Wipe
9094-W-3C-004 Wipe

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3C-012 Air
9094-A-3C-013 Air

9094-M-3C-021 Microvac
9094-M-3C-022  Microvac
9094-M-3C-023  Microvac
9094-M-3C-024  Microvac
9094-W-3C-017 Wipe
9094-W-3C-018 Wipe
9094-W-3C-019 Wipe

9094-W-3C-020 Wipe ND
Post 2nd cleaning - Test 1A
Sample ID Matrix Detected
9094-A-3C-030 Air
9094-A-3C-031 Air

Mineral: alpha-Quartz

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3C-014 Air ND
9094-A-3C-015 Air ND

Mineral: Calcite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3C-014 Air
9094-A-3C-015 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3C-014 Air ND
9094-A-3C-015 Air ND

< 465

750
48.7

Result
0.289

0.261
6.32
9.66
26.9
6.47
5.02
8.03
6.01

< 465

Result
0.394

0.364

Result
< 0.004

< 0.004

Result
0.027

< 0.019

Result
< 0.016

< 0.017
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ug/m3
ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
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Comment

Comment
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Unit 3C Results

Mineral: Tridymite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-3C-014 Air ND < 0.016 mg/m3
9094-A-3C-015 Air ND < 0.017 mg/m3

MMVF
Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-3C-002 Wipe 343.39 S/cm?2
9094-W-3C-003 Wipe 744.01 S/cm2
9094-W-3C-004 Wipe 343.39 S/cm2

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-3C-009 Air 1.793 S/L
9094-A-3C-010 Air 2431 S/iL
9094-A-3C-011 Air 3.883 S/L
9094-W-3C-016 Wipe 57.23 S/cm2
9094-W-3C-017 Wipe 171.69 S/cm2
9094-W-3C-018 Wipe 400.62 S/cm2
9094-W-3C-019 Wipe 114.46 S/cm2
9094-W-3C-020 Wipe 114.46 S/cm2

Post 2nd cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-3C-025 Air 91.796 S/L
9094-A-3C-026 Air 5.061 S/L
9094-A-3C-027 Air 5254 S/L
9094-A-3C-028 Air 4384 S/L
9094-A-3C-029 Air 8.099 S/L
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Unit 3C Results

PAH TEF (ND=1/2)

Before cleaning
Sample ID
9094-W-3C-002

9094-W-3C-003
9094-W-3C-004

Matrix
Wipe

Wipe
Wipe

Post 1st cleaning - Test 1A

Sample ID
9094-W-3C-017

9094-W-3C-018
9094-W-3C-019
9094-W-3C-020

Matrix
Wipe

Wipe
Wipe
Wipe

Detected
U

Detected
U

u
u
u

Result

1046.6

Result
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290

290

290
290
290
290

ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment



Unit 3D Results

Asbestos

Before cleaning
Sample ID
9094-M-3D-005

9094-M-3D-006
9094-M-3D-007
9094-W-3D-001
9094-W-3D-002
9094-W-3D-003
9094-W-3D-004
9094-W-3D-005

Matrix Detected

Microvac

Microvac

Microvac
Wipe
Wipe ND

Wipe

Wipe

Wipe

Post 1st cleaning - Test 1A

Sample ID
9094-A-3D-008

9094-A-3D-009
9094-A-3D-010
9094-A-3D-008
9094-A-3D-009
9094-A-3D-010
9094-A-3D-008
9094-A-3D-009
9094-A-3D-010
9094-M-3D-020

9094-M-3D-021
9094-M-3D-022
9094-W-3D-015
9094-W-3D-016
9094-W-3D-017

Matrix Detected

Air
Air
Air
Air
Air
Air
Air
Air
Air
ND

Microvac

Microvac
Microvac
Wipe
Wipe
Wipe

Result
280500

44880
64114.3
4748.64

< 2366.41

172534

118716
4748.64

Result

< 3165.76

29283.3
34823.4
14245.9
3957.2
10288.7
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S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2
S/em?2
S/cm2
S/em?2

flcc

flcc

flcc

S>0.5u/cc

S>0.5u/cc

S>0.5u/cc

S>5u/cc

S>5u/cc

S>5u/cc

S/cm2

S/ecm?2
S/ecm?2
S/cm2
S/ecm?2
S/cm2

Comment

Chrysotile
Chrysotile
Chrysotile

Chrysotile

Chrysotile
Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile. Asbestos detected
below detection limit.

Chrysotile
Chrysotile
Chrysotile
Chrysotile

Chrysotile



Unit 3D Results

9094-W-3D-018 Wipe 10288.7 S/cm2 Chrysotile
9094-W-3D-019 Wipe 10288.7 S/cm2 Chrysotile
Post 2nd cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-3D-023 Air 0.001 flcc
9094-A-3D-024 Air ND < 0.001 flcc
9094-A-3D-025 Air 0.006 ficc
9094-A-3D-026 Air 0.005 ficc
9094-A-3D-023 Air ND < 0.0005 S>0.5ulcc
9094-A-3D-024 Air ND < 0.0004 S>0.5ulcc
9094-A-3D-025 Air ND < 0.0005 S>0.5ulcc
9094-A-3D-026 Air ND < 0.0005 S>0.5ulcc
9094-A-3D-023 Air ND < 0.0005 S>5ulcc
9094-A-3D-024 Air ND < 0.0004 S>5u/cc
9094-A-3D-025 Air ND < 0.0005 S>5ulcc
9094-A-3D-026 Air ND < 0.0005 S>5u/cc

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-3D-002 Wipe 0.492 ng/m2
9094-W-3D-003 Wipe 1.77 ng/m2
9094-W-3D-004 Wipe 1.24  ng/m2
9094-W-3D-005 Wipe 0.663 ng/m2

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-W-3D-016 Wipe 0.568 ng/m2
9094-W-3D-017 Wipe 0.533 ng/m2
9094-W-3D-018 Wipe 0.576 ng/m2
9094-W-3D-019 Wipe 0.556 ng/m2
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Unit 3D Results

Gypsum
Post 1st cleaning - Test 1A
Sample ID Matrix Detected Result Comment
9094-A-3D-013 Air ND < 0.008 mg/m3
9094-A-3D-014 Air ND < 0.008 mg/m3
Lead
Before cleaning
Sample ID Matrix Detected Result Comment
9094-M-3D-005  Microvac 50.7  ug/ft2
9094-M-3D-006  Microvac ND < 465 ug/ft2
9094-M-3D-007  Microvac ND < 465 ug/ft2
9094-W-3D-002 Wipe ND < 465 ug/ft2
9094-W-3D-003 Wipe 201  ug/ft2
9094-W-3D-004 Wipe 112 ug/ft2
9094-W-3D-005 Wipe ND < 465 ug/ft2
Post 1st cleaning - Test 1A
Sample ID Matrix Detected Result Comment
9094-A-3D-011 Air 0.074 ug/m3 Field blank contamination
(Validation = R).
9094-A-3D-012 Air 0.126  ug/m3 Field blank contamination
(Validation = R).
9094-M-3D-020  Microvac ND < 232 ug/ft2
9094-M-3D-021 Microvac 571  ug/ft2 Field blank contamination
(Validation = R).
9094-M-3D-022  Microvac ND < 232 ug/ft2
9094-W-3D-016 Wipe 8.22  ug/ft2
9094-W-3D-017 Wipe 9.8  ug/ft2
9094-W-3D-018 Wipe ND < 465 ug/ft2
9094-W-3D-019 Wipe ND < 465 ug/ft2

Mineral: alpha-Quartz

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-3D-013 Air ND < 0.004 mg/m3
9094-A-3D-014 Air ND < 0.004 mg/m3
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Unit 3D Results

Mineral: Calcite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3D-013 Air ND
9094-A-3D-014 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3D-013 Air ND
9094-A-3D-014 Air ND

Mineral: Tridymite
Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3D-013 Air ND
9094-A-3D-014 Air ND

MMVF
Before cleaning

Sample ID Matrix Detected
9094-W-3D-002 Wipe
9094-W-3D-003 Wipe
9094-W-3D-004 Wipe
9094-W-3D-005 Wipe

Post 1st cleaning - Test 1A

Sample ID Matrix Detected
9094-A-3D-008 Air
9094-A-3D-009 Air
9094-A-3D-010 Air
9094-W-3D-015 Wipe ND
9094-W-3D-016 Wipe
9094-W-3D-017 Wipe ND
9094-W-3D-018 Wipe ND
9094-W-3D-019 Wipe ND

Result
< 0.016

< 0.017

Result
< 0.016

< 0.017

Result
< 0.016

< 0.017

Result
228.93

572.31
1259.09
343.39

Result
1.965

0.984
5.513
< 22.89
22.89
< 22.89
< 22.89
< 22.89
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mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

S/cm2
S/em?2
S/cm2
S/ecm?2

S/L
S/L
S/L
S/cm2
S/ecm?2
S/cm2
S/ecm?2
S/cm2

Comment

Comment

Comment

Comment

Comment



Unit 3D Results

PAH TEF (ND=1/2)

Before cleaning
Sample ID
9094-W-3D-002

9094-W-3D-003
9094-W-3D-004
9094-W-3D-005

Matrix
Wipe

Wipe
Wipe
Wipe

Post 1st cleaning - Test 1A

Sample ID
9094-W-3D-016

9094-W-3D-017
9094-W-3D-018
9094-W-3D-019

Matrix
Wipe

Wipe
Wipe
Wipe

Detected
U

Detected
U

u
u
u

Result

Result
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290
290
290
290

290
290
290
290

ug/m2
ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment



3rd Floor Hallway Results

Asbestos

Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-3RD-001 Air

9094-A-3RD-002 Air
9094-A-3RD-001 Air ND
9094-A-3RD-002 Air

9094-A-3RD-001 Air ND
9094-A-3RD-002 Air ND
Gypsum
Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-3RD-004 Air ND
9094-A-3RD-005 Air ND
Lead
Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-3RD-003 Air ND

Mineral: alpha-Quartz

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-3RD-004 Air ND
9094-A-3RD-005 Air ND

Mineral: Calcite

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-3RD-004 Air ND
9094-A-3RD-005 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-3RD-004 Air ND
9094-A-3RD-005 Air ND

Result
0.005

0.004
< 0.0005
0.0005
< 0.0005
< 0.0005

Result
< 0.008

< 0.008

Result
< 0.052

Result
< 0.004

< 0.004

Result
< 0.017

< 0.017

Result
< 0.017

< 0.017

Page 1 of 2

flcc
flcc

S>0.5u/cc

Comment

S>0.5u/cc Chrysotile

S>5u/cc
S>5u/cc

mg/m3
mg/m3

ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

Comment

Comment

Comment

Comment

Comment



3rd Floor Hallway Results

Mineral: Tridymite

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-A-3RD-004 Air

9094-A-3RD-005 Air

MMVF

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-A-3RD-001 Air

9094-A-3RD-002 Air

Detected
ND

ND

Detected

Result
< 0.017

< 0.017

Result
0.095

0.147

Page 2 of 2

Comment
mg/m3
mg/m3

Comment
S/L
S/L



Unit 4A Results

Asbestos

Before cleaning
Sample ID
9094-M-4A-005

9094-M-4A-006
9094-M-4A-007
9094-W-4A-001
9094-W-4A-002
9094-W-4A-003
9094-W-4A-004

Matrix
Microvac

Microvac
Microvac
Wipe
Wipe
Wipe
Wipe

Post 1st cleaning - Test 2A

Sample ID
9094-A-4A-008

9094-A-4A-009
9094-A-4A-010
9094-A-4A-008
9094-A-4A-009
9094-A-4A-010
9094-A-4A-008
9094-A-4A-009
9094-A-4A-010

9094-M-4A-020
9094-M-4A-021
9094-M-4A-022
9094-W-4A-015
9094-W-4A-016
9094-W-4A-017
9094-W-4A-018

9094-W-4A-019

Matrix
Air

Air
Air
Air
Air
Air
Air
Air
Air
Microvac
Microvac

Microvac
Wipe
Wipe
Wipe
Wipe

Wipe

Detected

Detected

Result

4664.88
11874.2
1696.32

ND < 2366.41
ND < 2366.41

2374.32

ND < 2366.41

Result

3165.76
ND < 3165.76

47486.4

1978.6

1582.88

ND < 1183.2

6331.52

ND < 1183.2
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S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2
S/em?2
S/cm2

flcc

flcc

flcc

S>0.5u/cc

S>0.5u/cc

S>0.5u/cc

S>5u/cc

S>5u/cc

S>5u/cc

S/cm2
S/cm2

S/ecm?2
S/ecm?2
S/cm2
S/ecm?2

S/cm2
S/cm2

Comment

Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile

Chrysotile. Asbestos detected
below detection limit.

Chrysotile
Chrysotile
Chrysotile

Chrysotile. Asbestos detected
below detection limit.
Chrysotile

Chrysotile. Asbestos detected
below detection limit.



Unit 4A Results
Post 2nd cleaning - Test 2A

Sample ID
9094-A-4A-023

9094-A-4A-024
9094-A-4A-025

9094-A-4A-023
9094-A-4A-024
9094-A-4A-025
9094-A-4A-023
9094-A-4A-024
9094-A-4A-025

Matrix
Air
Air
Air
Air
Air
Air
Air
Air
Air

Detected Result Comment
flcc Not analyzed due to
overloading of particulates.
flcc Not analyzed due to
overloading of particulates.
flcc Not analyzed due to
overloading of particulates.
ND < 0.0009 $S>0.5u/cc
ND < 0.0008 S>0.5u/cc
ND < 0.0009 $S>0.5u/cc
ND < 0.0009 S>5u/cc
ND < 0.0008 S>5u/cc
ND < 0.0009 S>5u/cc

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix
9094-W-4A-002 Wipe
9094-W-4A-003 Wipe
9094-W-4A-004 Wipe

Post 1st cleaning - Test 2A

Sample ID Matrix
9094-W-4A-016 Wipe
9094-W-4A-017 Wipe
9094-W-4A-018 Wipe
9094-W-4A-019 Wipe

Gypsum
Post 1st cleaning - Test 2A

Sample ID Matrix
9094-A-4A-013 Air
9094-A-4A-014 Air

Post 2nd cleaning - Test 2A
Matrix

Sample ID
9094-A-4A-026

9094-A-4A-027

Air
Air

Detected Result Comment
0.836 ng/m2
0.583 ng/m2
0.553 ng/m2
Detected Result Comment
0.701  ng/m2
0.659 ng/m2
0.701  ng/m2
0.752 ng/m2
Detected Result Comment
ND < 0.008 mg/m3
ND < 0.008 mg/m3
Detected Result Comment
ND < 0.008 mg/m3
ND < 0.008 mg/m3
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Unit 4A Results

Lead
Before cleaning
Sample ID Matrix Detected Result Comment
9094-M-4A-005  Microvac ND < 465 ug/ft2
9094-M-4A-006  Microvac ND < 465 ug/ft2
9094-M-4A-007  Microvac ND < 465 ug/ft2
9094-W-4A-002 Wipe 566  ug/ft2
9094-W-4A-003 Wipe 21.5  ug/ft2
9094-W-4A-004 Wipe 941 ug/ft2
Post 1st cleaning - Test 2A
Sample ID Matrix Detected Result Comment
9094-A-4A-011 Air 0.442 ug/m3
9094-A-4A-012 Air 0.31  ug/m3
9094-M-4A-020  Microvac ND < 232 ug/ft2
9094-M-4A-021  Microvac ND < 232 ugfft2
9094-M-4A-022  Microvac 2.58 ug/ft2
9094-W-4A-016 Wipe ND < 465 ug/ft2
9094-W-4A-017 Wipe 10.7  ug/ft2
9094-W-4A-018 Wipe ND < 465 ugl/ft2
9094-W-4A-019 Wipe ND < 465 ug/ft2

Mineral: alpha-Quartz

Post 1st cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-A-4A-013 Air 0.008 mg/m3
9094-A-4A-014 Air ND < 0.004 mg/m3

Post 2nd cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-A-4A-026 Air ND < 0.004 mg/m3
9094-A-4A-027 Air ND < 0.004 mg/m3
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Unit 4A Results

Mineral: Calcite

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4A-013 Air ND
9094-A-4A-014 Air ND

Post 2nd cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4A-026 Air ND
9094-A-4A-027 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4A-013 Air ND
9094-A-4A-014 Air ND

Post 2nd cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4A-026 Air ND
9094-A-4A-027 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4A-013 Air ND
9094-A-4A-014 Air ND

Post 2nd cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4A-026 Air ND
9094-A-4A-027 Air ND

MMVF

Before cleaning
Sample ID Matrix Detected
9094-W-4A-002 Wipe

9094-W-4A-003 Wipe
9094-W-4A-004 Wipe

Result
< 0.017

< 0.016

Result
< 0.017

< 0.017

Result
< 0.017

< 0.016

Result
< 0.017

< 0.017

Result
< 0.017

< 0.016

Result
< 0.017

< 0.017

Result
400.62

629.55
171.69
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mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3

mg/m3

S/cm2
S/cm2
S/cm2

Comment

Comment

Comment

Comment

Comment

Comment

Comment



Unit 4A Results

Post 1st cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-A-4A-008 Air 0.187 SI/L
9094-A-4A-009 Air 0435 S/L
9094-A-4A-010 Air 0.286 S/L
9094-W-4A-015 Wipe ND < 2289 S/cm2
9094-W-4A-016 Wipe ND < 2289 S/cm2
9094-W-4A-017 Wipe 22.89 S/cm2
9094-W-4A-018 Wipe ND < 2289 S/cm2
9094-W-4A-019 Wipe ND < 2289 S/cm2

PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-4A-002 Wipe U 290  ug/m2
9094-W-4A-003 Wipe U 290  ug/m2
9094-W-4A-004 Wipe U 290  ug/m2

Post 1st cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-W-4A-016 Wipe U 290  ug/m2
9094-W-4A-017 Wipe U 290  ug/m2
9094-W-4A-018 Wipe u 290  ug/m2
9094-W-4A-019 Wipe U 290  ug/m2
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Unit 4B Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-4B-001 Wipe ND < 2366.41 S/cm2
9094-W-4B-002 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-4B-003 Wipe 18203.1 S/cm2 Chrysotile
9094-W-4B-004 Wipe 13454.5 S/cm2 Chrysotile
9094-W-4B-005 Wipe 3165.76 S/cm2 Chrysotile

Post 1st cleaning - Test 2B

Sample ID Matrix Detected Result Comment
9094-A-4B-006 Air 0.006 ficc
9094-A-4B-007 Air 0.004 ficc
9094-A-4B-008 Air 0.005 flcc
9094-A-4B-006 Air ND < 0.0009 S>5u/cc
9094-A-4B-007 Air ND < 0.0009 S>5ulcc
9094-A-4B-008 Air ND < 0.0009 S>5u/cc
9094-W-4B-013 Wipe ND < 2366.41 S/cm2
9094-W-4B-014 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-4B-015 Wipe 4748.64 S/cm2 1 Anthophyllite and 5 Chrysotile
9094-W-4B-016 Wipe ND < 2366.41 S/cm2
9094-W-4B-017 Wipe ND < 2366.41 S/cm2

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-4B-002 Wipe 1.14  ng/m2
9094-W-4B-003 Wipe 0.653 ng/m2
9094-W-4B-004 Wipe 0.979 ng/m2
9094-W-4B-005 Wipe 0.889 ng/m2
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Unit 4B Results

Post 1st cleaning - Test 2B
Sample ID Matrix
9094-W-4B-014 Wipe

9094-W-4B-015 Wipe

9094-W-4B-016 Wipe

9094-W-4B-017 Wipe
Gypsum

Post 1st cleaning - Test 2B
Sample ID Matrix

9094-A-4B-011 Air
9094-A-4B-012 Air
Lead

Before cleaning
Sample ID Matrix
9094-W-4B-002 Wipe

9094-W-4B-003 Wipe
9094-W-4B-004 Wipe
9094-W-4B-005 Wipe

Post 1st cleaning - Test 2B

Sample ID Matrix
9094-A-4B-009 Air
9094-A-4B-010 Air

9094-W-4B-014 Wipe
9094-W-4B-015 Wipe
9094-W-4B-016 Wipe
9094-W-4B-017 Wipe

Post 2nd cleaning - Test 2B

Sample ID Matrix
9094-A-4B-018 Air
9094-A-4B-019 Air

Detected

Detected
ND

ND

Detected

ND

Detected

ND

ND

Detected

<

<

<

<

Result
2

0.614
0.647
0.582

Result
0.016

0.017

Result
4.65

50
14
30

Result
0.241

0.246
4.65
6.68
4.65
4.65

Result
0.183

0.171
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Comment
ng/m2

ng/m2
ng/m2
ng/m2

Comment
mg/m3

mg/m3

Comment
ug/ft2

ug/ft2
ug/ft2
ug/ft2

Comment
ug/m3

ug/m3
ug/ft2
ug/ft2
ug/ft2
ug/ft2

Comment
ug/m3

ug/m3



Unit 4B Results

Mineral: alpha-Quartz

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-4B-011 Air ND
9094-A-4B-012 Air ND

Mineral: Calcite

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-4B-011 Air ND
9094-A-4B-012 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-4B-011 Air ND
9094-A-4B-012 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-4B-011 Air ND
9094-A-4B-012 Air ND

MMVF

Before cleaning
Sample ID Matrix Detected
9094-W-4B-002 Wipe

9094-W-4B-003 Wipe
9094-W-4B-004 Wipe
9094-W-4B-005 Wipe

Post 1st cleaning - Test 2B

Sample ID Matrix Detected
9094-A-4B-006 Air
9094-A-4B-007 Air
9094-A-4B-008 Air

9094-W-4B-013 Wipe
9094-W-4B-014 Wipe

Result
< 0.004

< 0.004

Result
< 0.016

< 0.017

Result
< 0.016

< 0.017

Result
< 0.016

< 0.017

Result
286.16

629.55
400.62
686.78

Result
0.658
1.664
1.096

286.16

228.93
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mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

S/cm2
S/ecm?2
S/cm2
S/ecm?2

S/L
S/L
S/L
S/cm2
S/ecm?2

Comment

Comment

Comment

Comment

Comment

Comment



Unit 4B Results

9094-W-4B-015  Wipe

9094-W-4B-016  Wipe

9094-W-4B-017  Wipe
PAH TEF (ND=1/2)

Before cleaning
Sample ID Matrix Detected
9094-W-4B-002 Wipe u

9094-W-4B-003 Wipe u
9094-W-4B-004 Wipe u
9094-W-4B-005 Wipe u

Post 1st cleaning - Test 2B
Sample ID Matrix Detected

9094-W-4B-014 Wipe u
9094-W-4B-015 Wipe u
9094-W-4B-016 Wipe u
9094-W-4B-017 Wipe u

400.62
171.69
57.23

Result
290

290
290
290

Result
290

290
290
290

Page 4 of 4

S/cm2
S/cm2
S/cm2

ug/m2
ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment



Unit 4C Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-4C-005  Microvac 432562 S/cm2 Chrysotile
9094-M-4C-006  Microvac 349442 S/cm2 Chrysotile
9094-M-4C-007  Microvac 140795 S/cm2 Chrysotile
9094-M-4C-008  Microvac 252025 S/cm2 1 Amosite and 103 Chrysotile
9094-W-4C-001 Wipe ND < 2366.41 S/cm2
9094-W-4C-002 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-4C-003 Wipe 49069.3 S/cm2 Chrysotile
9094-W-4C-004 Wipe 3165.76 S/cm2 Chrysotile

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment

9094-A-4C-009 Air flcc Not analyzed due to
overloading of particulates.

9094-A-4C-010 Air flcc Not analyzed due to
overloading of particulates.

9094-A-4C-011 Air flcc Not analyzed due to
overloading of particulates.

9094-A-4C-009 Air 0.0038 S>0.5u/cc Chrysotile

9094-A-4C-010 Air 0.0026 S>0.5u/cc Chrysotile

9094-A-4C-011 Air 0.0026 S>0.5u/cc Chrysotile

9094-A-4C-009 Air 0.0009 S>5u/cc  Chrysotile

9094-A-4C-010 Air ND < 0.0009 S>5u/cc

9094-A-4C-011 Air ND < 0.0009 S=>5u/cc

9094-M-4C-023  Microvac 23347.5 S/cm2 Chrysotile

9094-M-4C-024  Microvac 23743.2 S/cm2 29 Chrysotile and 1 Actinolite

9094-M-4C-025  Microvac 126630 S/cm2 Chrysotile

9094-W-4C-018 Wipe ND < 2366.41 S/cm2

9094-W-4C-019 Wipe ND < 2366.41 S/cm2

9094-W-4C-020 Wipe 3165.76 S/cm2 Chrysotile
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Unit 4C Results
9094-W-4C-021 Wipe
9094-W-4C-022 Wipe

Dioxin TEQ EMPC (ND=1/2)

Before cleaning
Sample ID Matrix Detected
9094-W-4C-002 Wipe

9094-W-4C-003 Wipe
9094-W-4C-004 Wipe

Post 1st cleaning - Test 1A
Sample ID Matrix Detected
9094-W-4C-019 Wipe

9094-W-4C-020 Wipe
9094-W-4C-021 Wipe
9094-W-4C-022 Wipe

Gypsum
Post 1st cleaning - Test 1A
Sample ID Matrix Detected
9094-A-4C-014 Air ND
9094-A-4C-015 Air ND
Lead

Before cleaning
Sample ID Matrix Detected
9094-M-4C-005  Microvac

9094-M-4C-006  Microvac
9094-M-4C-007  Microvac
9094-M-4C-008  Microvac
9094-W-4C-002 Wipe ND
9094-W-4C-003 Wipe
9094-W-4C-004 Wipe
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< 2366.41
< 2366.41

Result
0.57

1.36
0.975

Result
0.507

0.606
0.511
0.512

Result
0.016

0.016

Result
76.1

83.7
69.8
70.8
4.65
181

77.5

S/cm2
S/cm2

ng/m2
ng/m2
ng/m2

ng/m2
ng/m2
ng/m2
ng/m2

mg/m3
mg/m3

ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2

Chrysotile

Chrysotile

Comment

Comment

Comment

Comment



Unit 4C Results

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-4C-012 Air 0.131  ug/m3
9094-A-4C-013 Air 0.195 ug/m3
9094-M-4C-023 Microvac ND < 232 ug/ft2
9094-M-4C-024  Microvac ND < 232 ug/ft2
9094-M-4C-025 Microvac ND < 232 ug/ft2
9094-W-4C-019 Wipe ug/ft2 Sample was not received at
the laboratory.
9094-W-4C-020 Wipe 149 ug/ft2 Field blank contamination
(Validation = R).
9094-W-4C-021 Wipe 8.28  ug/ft2 Field blank contamination
(Validation = R).
9094-W-4C-022 Wipe 7.81  ug/ft2 Field blank contamination
(Validation = R).
Post 2nd cleaning - Test 1A
Sample ID Matrix Detected Result Comment
9094-A-4C-026 Air 0.374 ug/m3

Mineral: alpha-Quartz

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-4C-014 Air ND < 0.004 mg/m3
9094-A-4C-015 Air ND < 0.004 mg/m3

Mineral: Calcite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-4C-014 Air ND < 0.016 mg/m3
9094-A-4C-015 Air ND < 0.016 mg/m3

Mineral: Cristobalite

Post 1st cleaning - Test 1A

Sample ID Matrix Detected Result Comment
9094-A-4C-014 Air ND < 0.016 mg/m3
9094-A-4C-015 Air ND < 0.016 mg/m3
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Unit 4C Results

Mineral: Tridymite

Post 1st cleaning - Test 1A

Sample ID Matrix
9094-A-4C-014 Air
9094-A-4C-015 Air

MMVF

Before cleaning
Sample ID Matrix
9094-W-4C-002 Wipe

9094-W-4C-003 Wipe
9094-W-4C-004 Wipe

Post 1st cleaning - Test 1A

Sample ID Matrix
9094-A-4C-009 Air
9094-A-4C-010 Air
9094-A-4C-011 Air

9094-W-4C-018  Wipe
9094-W-4C-019  Wipe
9094-W-4C-020  Wipe
9094-W-4C-021  Wipe
9094-W-4C-022  Wipe
PAH TEF (ND=1/2)

Before cleaning
Sample ID Matrix
9094-W-4C-002 Wipe

9094-W-4C-003 Wipe
9094-W-4C-004 Wipe

Post 1st cleaning - Test 1A
Sample ID Matrix

Detected
ND <

ND <

Detected

Detected

Detected
U

Detected

Page 4 of 5

Result
0.016

0.016

Result
57.23

1030.17
343.39

Result
6.316

4.119
2.549
57.23
228.93
343.39
114.46
228.93

Result
290

290
290

Result

mg/m3
mg/m3

S/cm2
S/cm2
S/cm2

S/L
S/L
S/L
S/ecm?2
S/cm2
S/ecm?2
S/cm2
S/ecm?2

ug/m2
ug/m2
ug/m2

Comment

Comment

Comment

Comment

Comment



Unit 4C Results

9094-A-4C-016
9094-A-4C-017
9094-W-4C-019
9094-W-4C-020
9094-W-4C-021
9094-W-4C-022

Air
Air
Wipe
Wipe
Wipe
Wipe

CcC C Cc cCc c c

Page 5 of 5

0.174
0.16
290
290
290
290

pMg/m3
pNg/m3
ug/m2
ug/m2
ug/m2
ug/m2



Unit 4D Results

Asbestos

Before cleaning
Sample ID
9094-M-4D-006

9094-M-4D-007
9094-M-4D-008
9094-M-4D-009
9094-M-4D-010
9094-M-4D-011
9094-W-4D-001
9094-W-4D-002
9094-W-4D-003
9094-W-4D-004
9094-W-4D-005

Matrix
Microvac

Microvac
Microvac
Microvac
Microvac
Microvac
Wipe
Wipe
Wipe
Wipe
Wipe

Post 1st cleaning - Test 2A

Sample ID
9094-A-4D-012

9094-A-4D-013
9094-A-4D-014
9094-A-4D-012
9094-A-4D-013
9094-A-4D-014
9094-A-4D-012
9094-A-4D-013
9094-A-4D-014
9094-M-4D-024
9094-M-4D-025
9094-M-4D-026

Matrix
Air
Air
Air
Air
Air
Air
Air
Air
Air

Microvac
Microvac

Microvac

Detected Result

241883

101779

91601.3

79727

68700.8

39580.8

ND < 2366.41
ND < 2366.41
34031.9
2374.32

3165.76

Detected Result

0.004
0.02
0.004
0.0009
0.0055
0.0009
0.0009
0.0009
ND < 0.0009
29679
44518.5

24732.5

Page 1 of 5

S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2
S/em?2
S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2

flcc

flcc

flcc
S>0.5u/cc
S>0.5u/cc
S>0.5u/cc
S>5u/cc
S>5u/cc
S>5u/cc
S/cm2
S/ecm?2
S/cm2

Comment

Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile

Chrysotile

Chrysotile
Chrysotile

Chrysotile

Comment

Chrysotile
Chrysotile

Chrysotile

Chrysotile

Chrysotile

Chrysotile

Chrysotile



Unit 4D Results

9094-M-4D-027  Microvac 37593.4 S/cm2 Chrysotile
9094-M-4D-028  Microvac 45507.8 S/cm2 Chrysotile
9094-M-4D-029  Microvac 25721.8 S/cm2 Chrysotile
9094-W-4D-019 Wipe 2374.32 S/cm2 Chrysotile
9094-W-4D-020 Wipe < 2366.41 S/cm2 Chrysotile
9094-W-4D-021 Wipe 26117.5 S/cm2 Chrysotile
9094-W-4D-022 Wipe 43529.2 S/cm2 Chrysotile
9094-W-4D-023 Wipe 18994.6 S/cm2 Chrysotile

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-4D-002 Wipe 0.878 ng/m2
9094-W-4D-003 Wipe 251 ng/m2
9094-W-4D-004 Wipe 0.728 ng/m2
9094-W-4D-005 Wipe 0.692 ng/m2

Post 1st cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-W-4D-020 Wipe 0.571 ng/m2
9094-W-4D-021 Wipe 0.694 ng/m2
9094-W-4D-022 Wipe 0.522 ng/m2
9094-W-4D-023 Wipe 0.557 ng/m2

Gypsum
Post 1st cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-A-4D-017 Air ND < 0.016 mg/m3
9094-A-4D-018 Air ND < 0.016 mg/m3
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Unit 4D Results

Lead
Before cleaning
Sample ID Matrix Detected Result Comment

9094-M-4D-006  Microvac 83.5 ug/ft2

9094-M-4D-007  Microvac 66 ug/ft2

9094-M-4D-008  Microvac 26.2  ug/ft2

9094-M-4D-009  Microvac 39.9 ug/ft2

9094-M-4D-010  Microvac 78.2  ug/ft2

9094-M-4D-011 Microvac 721  ug/ft2

9094-W-4D-002 Wipe ND < 465 ug/ft2

9094-W-4D-003 Wipe 169  ug/ft2

9094-W-4D-004 Wipe 17.4  ug/ft2

9094-W-4D-005 Wipe 171 ug/ft2

Post 1st cleaning - Test 2A
Sample ID Matrix Detected Result Comment

9094-A-4D-015 Air 0.146 ug/m3 Lab blank contamination
(Validation = R).

9094-A-4D-016 Air 0.137 ug/m3 Lab blank contamination
(Validation = R).

9094-M-4D-024  Microvac 24 ug/ft2

9094-M-4D-025  Microvac ND < 232 uglft2

9094-M-4D-026  Microvac ND < 232 ug/ft2

9094-M-4D-027  Microvac ND < 232 uglft2

9094-M-4D-028  Microvac ND < 232 ug/ft2

9094-M-4D-029  Microvac ND < 232 uglft2

9094-W-4D-020 Wipe 204  ug/ft2 Lab blank contamination
(Validation = R).

9094-W-4D-021 Wipe 66 ug/ft2 Lab blank contamination
(Validation = R).

9094-W-4D-022 Wipe 10.6  ug/ft2 Lab blank contamination
(Validation = R).

9094-W-4D-023 Wipe 15.6  ug/ft2 Lab blank contamination

(Validation = R).
Post 2nd cleaning - Test 2A

Sample ID Matrix Detected Result Comment
9094-A-4D-030 Air 0.055 ug/m3
9094-W-4D-031 Wipe ND < 465 ug/ft2
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Unit 4D Results

Mineral: alpha-Quartz

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4D-017 Air ND
9094-A-4D-018 Air ND

Mineral: Calcite

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4D-017 Air ND
9094-A-4D-018 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4D-017 Air ND
9094-A-4D-018 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4D-017 Air ND
9094-A-4D-018 Air ND

MMVF

Before cleaning
Sample ID Matrix Detected
9094-W-4D-002 Wipe

9094-W-4D-003 Wipe
9094-W-4D-004 Wipe
9094-W-4D-005 Wipe

Post 1st cleaning - Test 2A

Sample ID Matrix Detected
9094-A-4D-012 Air
9094-A-4D-013 Air
9094-A-4D-014 Air

9094-W-4D-019 Wipe
9094-W-4D-020 Wipe

Result
< 0.004

< 0.004

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
400.62

2174.79
286.16
457.85

Result
1.398

9.553
2124
57.23
171.69
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mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

S/cm2
S/ecm?2
S/cm2
S/ecm?2

S/L

S/L
S/L
S/cm2
S/ecm?2

Comment

Comment

Comment

Comment

Comment

Comment



Unit 4D Results
9094-W-4D-021 Wipe
9094-W-4D-022 Wipe
9094-W-4D-023 Wipe

PAH TEF (ND=1/2)

Before cleaning
Sample ID Matrix Detected
9094-W-4D-002 Wipe u

9094-W-4D-003 Wipe

9094-W-4D-004 Wipe U
9094-W-4D-005 Wipe u
Post 1st cleaning - Test 2A
Sample ID Matrix Detected
9094-W-4D-020 Wipe u

9094-W-4D-021 Wipe u
9094-W-4D-022 Wipe u
9094-W-4D-023 Wipe u

572.31
228.93
228.93

Result
290

325.8
290
290

Result
290

290
290
290
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S/cm2
S/cm2
S/cm2

ug/m2
ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment



Unit 4th Floor Hallway Results

Asbestos

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-4TH-001 Air
9094-A-4TH-001 Air ND
9094-A-4TH-001 Air ND

Gypsum
Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-4TH-003 Air ND
Lead
Post 1st cleaning - Test 4A
Sample ID Matrix Detected

9094-A-4TH-002 Air

Mineral: alpha-Quartz

Post 1st cleaning - Test 4A
Sample ID Matrix Detected

9094-A-4TH-003 Air ND

Mineral: Calcite

Post 1st cleaning - Test 4A
Sample ID Matrix Detected

9094-A-4TH-003 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 4A
Sample ID Matrix Detected

9094-A-4TH-003 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-4TH-003 Air ND

Result
0.003

< 0.0009
< 0.0009

Result
< 0.008

Result
0.184

Result
< 0.004

Result
< 0.016

Result
< 0.016

Result
< 0.016

Page 1 of 2

flcc
S>0.5u/cc

S>5u/cc

mg/m3

ug/m3

mg/m3

mg/m3

mg/m3

mg/m3

Comment

Comment

Comment

Comment

Comment

Comment

Comment



Unit 4th Floor Hallway Results

MMVF
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-4TH-001 Air 0.735 S/L
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Unit 5A Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-5A-005 Microvac 319742 S/cm2 Chrysotile
9094-M-5A-006 Microvac 139821 S/cm2 Chrysotile
9094-M-5A-007 Microvac 5935.8 S/cm2 Chrysotile
9094-M-5A-008  Microvac ND < 3165.76 S/cm?2
9094-M-5A-009 Microvac 64106.6 S/cm2 Chrysotile
9094-M-5A-010 Microvac 33240.5 S/cm2 Chrysotile
9094-M-5A-011 Microvac 34625.5 S/cm2 Chrysotile
9094-W-5A-001 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-5A-002 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-5A-003 Wipe 233475 S/cm2 Chrysotile
9094-W-5A-004 Wipe 22951.8 S/cm2 Chrysotile

Post 1st cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-A-5A-012 Air 0.009 ficc
9094-A-5A-013 Air 0.005 flcc
9094-A-5A-014 Air 0.004 ficc
9094-A-5A-012 Air 0.0009 S>5ulcc
9094-A-5A-013 Air ND < 0.0009 S>5u/cc
9094-A-5A-014 Air ND < 0.0007 S>5ulcc
9094-M-5A-024 Microvac 30866.2 S/cm2 Chrysotile
9094-M-5A-025 Microvac 41154.9 S/cm2 Chrysotile
9094-M-5A-026 Microvac 40363.4 S/cm2 Chrysotile
9094-M-5A-027  Microvac ND < 3165.76 S/cm2 Chrysotile
9094-M-5A-028 Microvac 3561.48 S/cm2 Chrysotile
9094-M-5A-029 Microvac 79144 S/cm2 Chrysotile
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Unit 5A Results

9094-M-5A-030
9094-W-5A-019
9094-W-5A-020
9094-W-5A-021
9094-W-5A-022
9094-W-5A-023

Microvac
Wipe
Wipe
Wipe
Wipe
Wipe

ND
ND
ND
ND
ND

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix
9094-W-5A-002 Wipe
9094-W-5A-003 Wipe
9094-W-5A-004 Wipe

Post 1st cleaning - Test 3B

Sample ID Matrix
9094-W-5A-020 Wipe
9094-W-5A-021 Wipe
9094-W-5A-022 Wipe
9094-W-5A-023 Wipe

Gypsum
Post 1st cleaning - Test 3B

Sample ID Matrix
9094-A-5A-017 Air
9094-A-5A-018 Air

Post 2nd cleaning - Test 3B

Sample ID
9094-A-5A-034

9094-A-5A-035

Matrix
Air
Air

Detected

Detected

Detected
ND

ND

Detected
ND

ND

A

A

A

A

A

A

A

A

A

75186.8
2366.41
2366.41
2366.41
2366.41
2366.41

Result
0.528

0.565
0.747

Result
0.587

0.604
0.57
0.569

Result
0.028

0.016

Result
0.009

0.009
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S/cm2
S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2

ng/m2
ng/m2
ng/m2

ng/m2
ng/m2
ng/m2
ng/m2

mg/m3
mg/m3

mg/m3
mg/m3

Chrysotile

Chrysotile

Comment

Comment

Comment

Comment



Unit 5A Results

Before cleaning
Sample ID
9094-M-5A-005

9094-M-5A-006
9094-M-5A-007
9094-M-5A-008
9094-M-5A-009
9094-M-5A-010
9094-M-5A-011
9094-W-5A-002
9094-W-5A-003
9094-W-5A-004

Lead

Matrix
Microvac

Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Wipe
Wipe
Wipe

Post 1st cleaning - Test 3B

Sample ID
9094-A-5A-015

9094-A-5A-016
9094-M-5A-024

9094-M-5A-025
9094-M-5A-026
9094-M-5A-027
9094-M-5A-028
9094-M-5A-029
9094-M-5A-030

9094-W-5A-020
9094-W-5A-021
9094-W-5A-022
9094-W-5A-023

Matrix
Air
Air

Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Wipe
Wipe
Wipe
Wipe

Detected

Detected

ND < 223
ND < 223
ND < 223
ND < 223
ND < 223
3.46
ND < 223
4.79
191
2000

0.07
2.6

4.15

26

0.78

0.975

1.02
5.27

ND < 465
43.5
10.5
39.7

Page 3 of 6

Result

Result
0.083

ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2

ug/m3
ug/m3
ug/ft2

ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2
ug/ft2

ug/ft2
ug/ft2
ug/ft2
ug/ft2

Comment

Comment

Sample was analyzed by
graphite furnace AA.

Sample was analyzed by
graphite furnace AA.

Sample was analyzed by
graphite furnace AA.

Sample was analyzed by
graphite furnace AA.

Sample was analyzed by
graphite furnace AA.

Sample was analyzed by
graphite furnace AA.

Sample was analyzed by
graphite furnace AA.



Unit 5A Results

Post 2nd cleaning - Test 3B
Sample ID Matrix Detected
9094-W-5A-031 Wipe

9094-W-5A-032 Wipe ND
9094-W-5A-033 Wipe ND
Mineral: alpha-Quartz

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-017 Air ND
9094-A-5A-018 Air ND

Post 2nd cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-034 Air ND
9094-A-5A-035 Air ND

Mineral: Calcite

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-017 Air ND
9094-A-5A-018 Air ND

Post 2nd cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-034 Air ND
9094-A-5A-035 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-017 Air ND
9094-A-5A-018 Air ND

Post 2nd cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-034 Air ND
9094-A-5A-035 Air ND

A

A

Result
8.55

4.65
4.65

Result
0.007

0.004

Result
0.004

0.004

Result
0.028

0.016

Result
0.017

0.017

Result
0.028

0.016

Result
0.017
0.017

Page 4 of 6

ug/ft2
ug/ft2
ug/ft2

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

Comment

Estimated concentration (J).

Comment

Comment

Comment

Comment

Comment

Comment



Unit 5A Results

Mineral: Tridymite

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-017 Air ND
9094-A-5A-018 Air ND

Post 2nd cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-034 Air ND
9094-A-5A-035 Air ND

MMVF

Before cleaning
Sample ID Matrix Detected
9094-W-5A-002 Wipe

9094-W-5A-003 Wipe
9094-W-5A-004 Wipe

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5A-012 Air
9094-A-5A-013 Air
9094-A-5A-014 Air

9094-W-5A-019 Wipe
9094-W-5A-020 Wipe
9094-W-5A-021 Wipe
9094-W-5A-022 Wipe
9094-W-5A-023 Wipe
PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix Detected
9094-W-5A-002 Wipe U
9094-W-5A-003 Wipe U
9094-W-5A-004 Wipe U

Result
< 0.028

< 0.016

Result
< 0.017

< 0.017

Result
297.6

1308.15
792.45

Result
1.499

2.603
0.651
286.16
57.23
114.46
57.23
114.46

Result
290

290
290
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mg/m3
mg/m3

mg/m3
mg/m3

S/cm2
S/cm2
S/cm2

S/L
S/L
S/L
S/cm2
S/ecm?2
S/cm2
S/ecm?2
S/ecm?2

ug/m2
ug/m2
ug/m2

Comment

Comment

Comment

Comment

Comment



Unit 5A Results

Post 1st cleaning - Test 3B

Sample ID
9094-W-5A-020

9094-W-5A-021
9094-W-5A-022
9094-W-5A-023

Matrix
Wipe

Wipe
Wipe

Wipe

Detected
U

u
u
u

Result

Page 6 of 6

290
290
290
290

ug/m2
ug/m2
ug/m2
ug/m2

Comment



Unit 5C Results

Asbestos

Before cleaning
Sample ID
9094-M-5C-005

9094-M-5C-006
9094-M-5C-007
9094-W-5C-001
9094-W-5C-002
9094-W-5C-003
9094-W-5C-004

Matrix Detected

Microvac

Microvac

Microvac
Wipe
Wipe
Wipe
Wipe

Post 1st cleaning - Test 3A

Sample ID
9094-A-5C-009

9094-A-5C-010
9094-A-5C-011
9094-A-5C-009

9094-A-5C-010
9094-A-5C-011

9094-M-5C-021
9094-M-5C-022
9094-M-5C-023
9094-W-5C-016
9094-W-5C-017
9094-W-5C-018
9094-W-5C-019
9094-W-5C-020

Matrix Detected

Air
Air
Air
Air
Air
Air
Microvac ND
Microvac
Microvac
Wipe
Wipe ND
Wipe ND
Wipe
Wipe

Post 2nd cleaning - Test 3A

Sample ID

9094-A-5C-024
9094-A-5C-025

9094-A-5C-026

Matrix Detected

Air

Air

Air

Result
132284

136128
117133
9497.28
3165.76
973471
30074.7

Result
0.004

0.015
0.005

< 1582.88
174117
74395.4
2374.32

< 2366.41

< 2366.41
3165.76
3165.76

Result

Page 1 of 6

S/cm2
S/em?2
S/cm2
S/ecm?2
S/cm2
S/em?2
S/cm2

flcc
flcc
flcc

S>5u/cc

S>5u/cc

S>5u/cc

S/cm2
S/ecm?2
S/cm2
S/ecm?2
S/cm2
S/ecm?2
S/cm2
S/ecm?2

flcc

flcc

flcc

Comment

Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile
Chrysotile
Chrysotile
Chrysotile

Chrysotile

Chrysotile

Chrysotile

Comment
Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.



Unit 5C Results

9094-A-5C-027 Air flcc Not analyzed due to
overloading of particulates.
9094-A-5C-028 Air flcc Not analyzed due to
overloading of particulates.
9094-A-5C-024 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-5C-025 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-5C-026 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-5C-027 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-5C-028 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-5C-024 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-5C-025 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-5C-026 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-5C-027 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-5C-028 Air S>5u/cc  Not analyzed due to

overloading of particulates.

Post 3rd cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-A-5C-031 Air 0.001 ficc
9094-A-5C-032 Air ND < 0.001 flcc
9094-A-5C-033 Air 0.001 ficc
9094-A-5C-034 Air 0.003 flcc
9094-A-5C-031 Air 0.0026 S>0.5u/cc Chrysotile
9094-A-5C-032 Air 0.0004 S>0.5ulcc Chrysotile
9094-A-5C-033 Air 0.0026 S>0.5u/cc Chrysotile
9094-A-5C-034 Air 0.0021 S>0.5ulcc Chrysotile
9094-A-5C-031 Air 0.0004 S>5u/cc  Chrysotile
9094-A-5C-032 Air ND < 0.0004 S>5u/cc
9094-A-5C-033 Air 0.0016 S>5u/cc  Chrysotile
9094-A-5C-034 Air 0.0015 S>5u/cc  Chrysotile
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Unit 5C Results
Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-5C-002 Wipe 0.79 ng/m2
9094-W-5C-003 Wipe 255 ng/m2
9094-W-5C-004 Wipe 0.575 ng/m2

Post 1st cleaning - Test 3A

Sample ID Matrix Detected Result Comment
9094-W-5C-017 Wipe 0.794 ng/m2
9094-W-5C-018 Wipe 0.494 ng/m2
9094-W-5C-019 Wipe 0.567 ng/m2
9094-W-5C-020 Wipe 0.556 ng/m2

Gypsum
Post 1st cleaning - Test 3A

Sample ID Matrix Detected Result Comment
9094-A-5C-014 Air ND < 0.016 mg/m3
9094-A-5C-015 Air ND < 0.016 mg/m3

Lead
Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-5C-005  Microvac 104  ug/ft2
9094-M-5C-006  Microvac 293  ug/ft2
9094-M-5C-007  Microvac 133 ug/ft2
9094-W-5C-002 Wipe 6.95 ug/ft2
9094-W-5C-003 Wipe 336  ug/ft2
9094-W-5C-004 Wipe 43.6  ug/ft2
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Unit 5C Results

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-5C-012 Air
9094-A-5C-013 Air
9094-M-5C-021  Microvac ND
9094-M-5C-022  Microvac ND
9094-M-5C-023  Microvac ND

9094-W-5C-017 Wipe
9094-W-5C-018 Wipe
9094-W-5C-019 Wipe
9094-W-5C-020 Wipe

Post 2nd cleaning - Test 3A

Sample ID Matrix Detected
9094-A-5C-029 Air
9094-A-5C-030 Air

Mineral: alpha-Quartz

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-5C-014 Air ND
9094-A-5C-015 Air ND

Mineral: Calcite

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-5C-014 Air ND
9094-A-5C-015 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-5C-014 Air ND
9094-A-5C-015 Air ND

Result
0.095

0.101
< 232
< 232
< 232

10.3
7.69
6.86

Result
0.674

0.757

Result
< 0.004

< 0.004

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016
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ug/m3
ug/m3
ug/ft2
ug/ft2
ug/ft2

ug/m2

ug/ft2
ug/ft2
ug/ft2

ug/m3
ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3

mg/m3

Comment

Sample was received broken;
not analyzed.

Comment

Comment

Comment

Comment



Unit 5C Results

Mineral: Tridymite

Post 1st cleaning - Test 3A

Sample ID Matrix Detected
9094-A-5C-014 Air
9094-A-5C-015 Air ND
MMVF
Before cleaning
Sample ID Matrix Detected
9094-W-5C-002 Wipe
9094-W-5C-003 Wipe
9094-W-5C-004 Wipe
Post 1st cleaning - Test 3A
Sample ID Matrix Detected
9094-A-5C-009 Air
9094-A-5C-010 Air
9094-A-5C-011 Air
9094-W-5C-016 Wipe
9094-W-5C-017 Wipe
9094-W-5C-018 Wipe
9094-W-5C-019 Wipe
9094-W-5C-020 Wipe
Post 2nd cleaning - Test 3A
Sample ID Matrix Detected
9094-A-5C-024 Air
9094-A-5C-025 Air
9094-A-5C-026 Air
9094-A-5C-027 Air
9094-A-5C-028 Air
Post 3rd cleaning - Test 3B
Sample ID Matrix Detected
9094-A-5C-031 Air ND
9094-A-5C-032 Air ND

Result
0.027

< 0.016

Result
457 .85

457.85
1144.63

Result
13.399

19.25
8.129
177417
744.01
4211.37
2758.14
1316.32

Result
2.266

16.598
12.621
1.614
0.829

Result
< 0.066

< 0.064
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mg/m3
mg/m3

S/cm2
S/cm2
S/cm2

S/L
S/L
S/L
S/cm2
S/em?2
S/ecm?2
S/cm2
S/ecm?2

S/L
S/L
S/L
S/L
S/L

S/L
S/L

Comment

Comment

Comment

Comment

Comment



Unit 5C Results

PAH TEF (ND=1/2)

Before cleaning
Sample ID
9094-W-5C-002

9094-W-5C-003
9094-W-5C-004

Matrix
Wipe

Wipe
Wipe

Post 1st cleaning - Test 3A

Sample ID
9094-W-5C-017

9094-W-5C-018
9094-W-5C-019
9094-W-5C-020

Matrix
Wipe

Wipe
Wipe
Wipe

Detected
U

Detected
U

u
u
u

Result

303.5

Result
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290

290

290
290
290
290

ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment



Unit 5D Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-5D-006  Microvac 83892.6 S/cm2 Chrysotile
9094-M-5D-007  Microvac 470907 S/cm2 Chrysotile
9094-W-5D-001 Wipe ND < 2366.41 S/cm2 Amosite
9094-W-5D-002 Wipe ND < 2366.41 S/cm2
9094-W-5D-003 Wipe ND < 2366.41 S/cm2 Chrysotile
9094-W-5D-004 Wipe 4748.64 S/cm2 Chrysotile
9094-W-5D-005 Wipe 36406.2 S/cm2 Chrysotile

Post 1st cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-A-5D-008 Air 0.004 flcc
9094-A-5D-009 Air 0.002 ficc
9094-A-5D-010 Air 0.004 flcc
9094-A-5D-008 Air ND < 0.0006 S>5u/cc
9094-A-5D-009 Air ND < 0.0007 S>5u/cc
9094-A-5D-010 Air ND < 0.0007 S>5ulcc
9094-M-5D-020  Microvac 284918 S/cm2 Chrysotile
9094-M-5D-021 Microvac 12267.3 S/cm2 Chrysotile
9094-W-5D-015 Wipe ND < 5916.01 S/cm2
9094-W-5D-016 Wipe ND < 5916.01 S/cm2
9094-W-5D-017 Wipe ND < 5916.01 S/cm2
9094-W-5D-018 Wipe ND < 5916.01 S/cm2
9094-W-5D-019 Wipe ND < 5916.01 S/cm2

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-5D-002 Wipe 0.668 ng/m2
9094-W-5D-003 Wipe 0.56 ng/m2
9094-W-5D-004 Wipe 0.562 ng/m2
9094-W-5D-005 Wipe 0.609 ng/m2
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Unit 5D Results

Post 1st cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-W-5D-016 Wipe 0.498 ng/m2
9094-W-5D-017 Wipe 0.608 ng/m2
9094-W-5D-018 Wipe 0.55 ng/m2
9094-W-5D-019 Wipe 0.631 ng/m2

Gypsum
Post 1st cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-A-5D-013 Air ND < 0.016 mg/m3
9094-A-5D-014 Air ND < 0.016 mg/m3

Lead
Before cleaning

Sample ID Matrix Detected Result Comment
9094-M-5D-006  Microvac 271 uglft2
9094-M-5D-007  Microvac 491  ug/ft2
9094-W-5D-002 Wipe 7.35 ug/ft2
9094-W-5D-003 Wipe 4.68  ug/ft2
9094-W-5D-004 Wipe 25.3  ug/ft2
9094-W-5D-005 Wipe 321 uglft2

Post 1st cleaning - Test 3B

Sample ID Matrix Detected Result Comment
9094-A-5D-011 Air 0.079 ug/m3
9094-A-5D-012 Air 0.08 ug/m3
9094-M-5D-020  Microvac ND < 232 ug/ft2
9094-M-5D-021 Microvac ND < 232 ug/ft2
9094-W-5D-016 Wipe ND < 465 ug/ft2
9094-W-5D-017 Wipe 12.8  ug/ft2
9094-W-5D-018 Wipe ND < 465 ug/ft2
9094-W-5D-019 Wipe ND < 465 ug/ft2
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Unit 5D Results

Mineral: alpha-Quartz

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5D-013 Air ND
9094-A-5D-014 Air ND

Mineral: Calcite

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5D-013 Air ND
9094-A-5D-014 Air ND

Mineral: Cristobalite

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5D-013 Air ND
9094-A-5D-014 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5D-013 Air ND
9094-A-5D-014 Air ND

MMVF

Before cleaning
Sample ID Matrix Detected
9094-W-5D-002 Wipe

9094-W-5D-003 Wipe
9094-W-5D-004 Wipe
9094-W-5D-005 Wipe

Post 1st cleaning - Test 3B

Sample ID Matrix Detected
9094-A-5D-008 Air
9094-A-5D-009 Air
9094-A-5D-010 Air

9094-W-5D-015 Wipe
9094-W-5D-016 Wipe

Result
< 0.004

< 0.004

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
251.82

206.03
712.21
595.21

Result
9.814

7.358
8.424
171.69
228.93
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mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

S/ecm?2
S/ecm?2
S/ecm?2
S/cm2

S/L
S/L
S/L
S/ecm?2
S/cm2

Comment

Comment

Comment

Comment

Comment

Comment



Unit 5D Results

9094-W-5D-017  Wipe

9094-W-5D-018  Wipe

9094-W-5D-019  Wipe
PAH TEF (ND=1/2)

Before cleaning
Sample ID Matrix Detected
9094-W-5D-002 Wipe u

9094-W-5D-003 Wipe u
9094-W-5D-004 Wipe u
9094-W-5D-005 Wipe u

Post 1st cleaning - Test 3B
Sample ID Matrix Detected

9094-W-5D-016 Wipe u
9094-W-5D-017 Wipe u
9094-W-5D-018 Wipe u
9094-W-5D-019 Wipe u

171.69
114.46
228.93

Result
290

290
290
290

Result
290

290
290
290
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S/cm2
S/cm2
S/cm2

ug/m2
ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2
ug/m2

Comment

Comment



5th Floor Hallway Results

Asbestos

Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-001 Air

9094-A-5TH-002 Air
9094-A-5TH-001 Air

9094-A-5TH-002 Air

Post 2nd cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-005 Air

9094-A-5TH-006 Air

9094-A-5TH-005 Air ND
9094-A-5TH-006 Air ND
9094-A-5TH-005 Air ND
9094-A-5TH-006 Air ND
Gypsum
Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-004 Air ND
Lead
Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-003 Air

Mineral: alpha-Quartz

Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-004 Air ND

Mineral: Calcite

Post 1st cleaning - Test 4A
Sample ID Matrix Detected

9094-A-5TH-004 Air ND

Result
0.004

0.004

Result

< 0.0009
< 0.0009
< 0.0009
< 0.0009

Result
< 0.016

Result
0.189

Result
< 0.004

Result

< 0.016
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flcc
flcc

S>5u/cc

S>5u/cc

flcc
flcc

S>0.5u/cc
S>0.5u/cc
S>5u/cc

S>5u/cc

mg/m3

ug/m3

mg/m3

mg/m3

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to

overloading of particulates.

Comment

Comment

Comment

Comment



Unit 5th Floor Hallway Results

Mineral: Cristobalite

Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-004 Air ND

Mineral: Tridymite

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-5TH-004 Air ND
MMVF

Post 1st cleaning - Test 4A
Sample ID Matrix Detected
9094-A-5TH-001 Air
9094-A-5TH-002 Air

Result
< 0.016

Result
< 0.016

Result
0.617

0.562
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Comment
mg/m3

Comment
mg/m3

Comment
S/L
S/L



Barber Shop Results

Asbestos

Post 1st cleaning - Test 4A, 4E

Sample ID Matrix Detected Result Comment
9094-A-BS-005 Air ND < 0.001 flcc

9094-A-BS-006 Air ND < 0.001 flcc

9094-A-BS-007 Air ND < 0.001 flcc

9094-A-BS-005 Air ND < 0.0004 S>0.5ulcc
9094-A-BS-006 Air ND < 0.0004 S>0.5ulcc
9094-A-BS-007 Air ND < 0.0004 S>0.5ulcc
9094-A-BS-005 Air ND < 0.0004 S>5ulcc
9094-A-BS-006 Air ND < 0.0004 S>5u/cc
9094-A-BS-007 Air ND < 0.0004 S>5ulcc

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-BS-001 Wipe 0.661 NG/M2
9094-W-BS-002 Wipe 0.692 NG/M2
9094-W-BS-003 Wipe 0.636 NG/M2
9094-W-BS-004 Wipe 0.767 NG/M2

Post 1st cleaning - Test 4A, 4E

Sample ID Matrix Detected Result Comment
9094-W-BS-010 Wipe 0.503 NG/M2
9094-W-BS-011 Wipe 0.526 NG/M2
9094-W-BS-012 Wipe 0.5 NG/M2
9094-W-BS-013 Wipe 0.577 NG/M2

Lead
Before cleaning

Sample ID Matrix Detected Result Comment
9094-W-BS-001 Wipe ND < 464 ug/ft2
9094-W-BS-002 Wipe 121 ug/ft2 Field blank contamination

(Validation = R).
9094-W-BS-003 Wipe 259 ug/ft2 Field blank contamination
(Validation = R).

9094-W-BS-004 Wipe 42,9  ug/ft2
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Barber Shop Results
Post 1st cleaning - Test 4A, 4E

Sample ID Matrix
9094-A-BS-008 Air
9094-A-BS-009 Air

9094-W-BS-010 Wipe
9094-W-BS-011 Wipe
9094-W-BS-012 Wipe
9094-W-BS-013 Wipe

MMVF
Post 1st cleaning - Test 4A, 4E
Sample ID Matrix
9094-A-BS-005 Air
9094-A-BS-006 Air
9094-A-BS-007 Air

PAH TEF (ND=1/2)

Before cleaning
Sample ID Matrix
9094-W-BS-001 Wipe

9094-W-BS-002 Wipe
9094-W-BS-003 Wipe
9094-W-BS-004 Wipe

Post 1st cleaning - Test 4A, 4E
Sample ID Matrix
9094-W-BS-010 Wipe

9094-W-BS-011 Wipe
9094-W-BS-012 Wipe
9094-W-BS-013 Wipe

Detected Result
ND < 0.051
ND < 0.052
ND < 465
ND < 465
ND < 465
ND < 465
Detected Result
ND < 0.067
0.302
0.078
Detected Result
u 290
u 290
u 290
u 290
Detected Result
u 290
u 290
u 290
290
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ug/m3
ug/m3
ug/ft2
ug/ft2
ug/ft2
ug/ft2

S/L
S/L
S/L

ug/m2
ug/m2
ug/m2
ug/m2

ug/m2
ug/m2
ug/m2

ug/m2

Comment

Comment

Comment

Comment



Cedar Street Staircase Results

Asbestos
Post 1st cleaning - Test 4A, 4B
Sample ID Matrix Detected
9094-A-CS3-001 Air
9094-A-CS5-001 Air
9094-A-CS3-001 Air
9094-A-CS5-001 Air
9094-A-CS3-001 Air ND
9094-A-CS5-001 Air
Gypsum
Post 1st cleaning - Test 4A, 4B
Sample ID Matrix Detected
9094-A-CS3-003 Air ND
9094-A-CS5-003 Air ND
Lead
Post 1st cleaning - Test 4A, 4B
Sample ID Matrix Detected
9094-A-CS3-002 Air ND
9094-A-CS5-002 Air ND

Mineral: alpha-Quartz
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-CS3-003 Air ND
9094-A-CS5-003 Air ND

Mineral: Calcite
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-CS3-003 Air ND
9094-A-CS5-003 Air ND

Result
0.003

0.001
0.001
0.0015
0.0005
0.0005

Result
0.009

0.009

Result
0.052

0.051

Result
0.004

0.004

Result
0.017

0.017
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flcc

flcc
S>0.5u/cc
S>0.5u/cc
S>5u/cc
S>5u/cc

mg/m3
mg/m3

ug/m3
ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

Comment

Chrysotile

Chrysotile

Chrysotile

Comment

Comment

Comment

Comment



Cedar Street Staircase Results

Mineral: Cristobalite

Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-CS3-003 Air ND
9094-A-CS5-003 Air ND

Mineral: Tridymite
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-CS3-003 Air ND
9094-A-CS5-003 Air ND

MMVF
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-CS3-001 Air ND
9094-A-CS5-001 Air

Result
< 0.017

< 0.017

Result
< 0.017

< 0.017

Result
< 0.069

0.068
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mg/m3
mg/m3

mg/m3
mg/m3

S/L
S/L

Comment

Comment

Comment



Chiropractor’s Office Results

Asbestos

Before cleaning

Sample ID Matrix Detected Result Comment
9094-A-CHR-010 Air 0.016 ficc
9094-A-CHR-011 Air 0.006 ficc
9094-A-CHR-010 Air ND < 0.0009 S>5u/cc
9094-A-CHR-011 Air ND < 0.0009 S>5u/cc
9094-M-CHR-006  Microvac 601494 S/cm2 Chrysotile
9094-M-CHR-007  Microvac 166202 S/cm2 Chrysotile
9094-M-CHR-008 Microvac 1709500 S/cm2 Chrysotile
9094-M-CHR-009 Microvac 10967100 S/cm2 Chrysotile
9094-W-CHR-001 Wipe 17411.7 S/cm2 Chrysotile
9094-W-CHR-002 Wipe 145625 S/cm2 Chrysotile/Amosite.
9094-W-CHR-003 Wipe 18203.1 S/cm2 Chrysotile
9094-W-CHR-004 Wipe 84684.1 S/cm2 Chrysotile/Amosite.
9094-W-CHR-005 Wipe 51443.6 S/cm2 Chrysotile
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-CHR-014 Air flcc Not analyzed, uneven
distribution of material on the
9094-A-CHR-015 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-016 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-014 Air S>0.5u/cc Not analyzed, uneven
distribution of material on the
9094-A-CHR-015 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-CHR-016 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-CHR-014 Air S>5u/cc  Not analyzed, uneven
distribution of material on the
9094-A-CHR-015 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-CHR-016 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-M-CHR-026  Microvac 4748.64 S/cm2 Chrysotile
9094-M-CHR-027 Microvac 164619.52 S/cm2 Chrysotile
9094-M-CHR-028 Microvac 22753.9 S/cm2 22 Chrysotile and 1

Anthophyllite
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Chiropractor’s Office Results

9094-M-CHR-029 Microvac 23743.2 Slcm2 Chrysotile
9094-W-CHR-021 Wipe 2967.9 S/cm2 Chrysotile
9094-W-CHR-022 Wipe 3957.2 S/cm2 Chrysotile
9094-W-CHR-023 Wipe 109219 S/cm2 Chrysotile
9094-W-CHR-024 Wipe 89432.7 S/cm2 1 Amosite and 112 Chrysotile
9094-W-CHR-025 Wipe ND < 739.502 S/cm2
Post 1st cleaning - Test 4B
Sample ID Matrix Detected Result Comment
9094-A-CHR-030 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-031 Air 0.441 flcc
9094-A-CHR-032 Air 0.018 ficc
9094-A-CHR-030 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-CHR-031 Air 0.1767 S>0.5u/cc Chrysotile
9094-A-CHR-032 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-CHR-030 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-CHR-031 Air 0.039 S>5u/cc  Chrysotile
9094-A-CHR-032 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-W-CHR-037 Wipe < 6720.06 S/cm2 Chrysotile
9094-W-CHR-038 Wipe 12480.1 S/cm2 Chrysotile
9094-W-CHR-039 Wipe 115201 S/cm2 1 Amosite and 59 Chrysotile
9094-W-CHR-040 Wipe 15360.1 S/cm2 Chrysotile
9094-W-CHR-041 Wipe < 5740.85 S/cm2 Chrysotile
Post 1st cleaning - Test 4C
Sample ID Matrix Detected Result Comment
9094-A-CHR-042 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-043 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-044 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-045 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-046 Air flcc Not analyzed due to
overloading of particulates.
9094-A-CHR-042 Air S>0.5u/cc Not analyzed due to

overloading of particulates.
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Chiropractor’s Office Results

9094-A-CHR-043 Air 0.0075 S>0.5u/cc

9094-A-CHR-044 Air S>0.5u/cc Not analyzed due to
overloading of particulates.

9094-A-CHR-045 Air 0.0007 S>0.5u/cc

9094-A-CHR-046 Air S>0.5u/cc Not analyzed due to
overloading of particulates.

9094-A-CHR-042 Air S>5u/cc  Not analyzed due to
overloading of particulates.

9094-A-CHR-043 Air 0.0033 S>5u/cc

9094-A-CHR-044 Air S>5u/cc  Not analyzed due to
overloading of particulates.

9094-A-CHR-045 Air ND < 0.0007 S>5ul/cc

9094-A-CHR-046 Air S>5u/cc  Not analyzed due to
overloading of particulates.

9094-M-CHR-051  Microvac 21504.2 S/cm2 Chrysotile

9094-M-CHR-052  Microvac 31488.3 S/cm2 Chrysotile

9094-M-CHR-053  Microvac 54144.5 S/cm2 Chrysotile

9094-M-CHR-054  Microvac 59520.6 S/cm2 Chrysotile

Post 1st cleaning - Test 4D
Sample ID Matrix Detected Result Comment

9094-A-CHR-056 Air 0.001 fi/cc

9094-A-CHR-057 Air 0.001 ficc

9094-A-CHR-058 Air 0.003 fi/cc

9094-A-CHR-056 Air ND < 0.0004 S>0.5u/cc

9094-A-CHR-057 Air ND < 0.0004 S>0.5u/cc

9094-A-CHR-058 Air ND < 0.0005 S>0.5u/cc

9094-A-CHR-056 Air ND < 0.0004 S>5ul/cc

9094-A-CHR-057 Air ND < 0.0004 S>5u/cc S>5u/cc
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Chiropractor’s Office Results

Dioxin TEQ EMPC (ND=1/2)

Before cleaning
Sample ID Matrix
9094-A-CHR-012 Air

9094-W-CHR-002  Wipe
9094-W-CHR-003  Wipe
9094-W-CHR-004  Wipe
9094-W-CHR-005  Wipe
9094-A-CHR-058 Air

Post 1st cleaning - Test 4A
Sample ID Matrix
9094-W-CHR-022  Wipe

9094-W-CHR-023 Wipe
9094-W-CHR-024 Wipe
9094-W-CHR-025 Wipe

Post 1st cleaning - Test 4B
Sample ID Matrix

9094-W-CHR-038  Wipe
9094-W-CHR-039  Wipe
9094-W-CHR-040  Wipe
9094-W-CHR-041  Wipe

Post 1st cleaning - Test 4E
Sample ID Matrix

9094-W-CHR-061  Wipe
9094-W-CHR-062  Wipe
9094-W-CHR-063  Wipe

Pre-water wipe
Sample ID Matrix

9094-W-CHR-055 Wipe

Gypsum

Post 1st cleaning - Test 4A
Sample ID Matrix

9094-A-CHR-019 Air

9094-A-CHR-020 Air

Detected Result
0.000305 ng/m3

1.03 ng/m2
0.547 ng/m2
0.788 ng/m2
0.544 ng/m2
ND <
Detected Result
1.01 ng/m2
0.999 ng/m2
1.2 ng/mz2
1.15 ng/m2
Detected Result
0.933 ng/m2
112 ng/m2
0.982 ng/m2
0.712 ng/m2
Detected Result
0.598 NG/M2
0.616 NG/M2
0.645 NG/M2
Detected Result
0.708 NG/M2
Detected Result
ND < 0.017 mg/m3
ND < 0.008 mg/m3
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0.0005

Comment

Comment

Comment

Comment

Comment



Chiropractor’s Office Results

Post 1st cleaning - Test 4B

Sample ID Matrix Detected Result Comment
9094-A-CHR-035 Air 0.014 mg/m3
9094-A-CHR-036 Air 0.011 mg/m3
Post 1st cleaning - Test 4C
Sample ID Matrix Detected Result Comment
9094-A-CHR-049 Air 0.009 mg/m3
9094-A-CHR-050 Air 0.012 mg/m3
Lead
Before cleaning
Sample ID Matrix Detected Result Comment
9094-M-CHR-006  Microvac 28.2  ug/ft2
9094-M-CHR-007 Microvac 7.22  ug/ft2 Estimated concentration (J).
9094-M-CHR-008 Microvac 181 ug/ft2 Estimated concentration (J).
9094-M-CHR-009 Microvac 69.3 ug/ft2 Estimated concentration (J).
9094-W-CHR-002 Wipe 433 ug/ft2
9094-W-CHR-003 Wipe 346 ug/ft2
9094-W-CHR-004 Wipe 116  ug/ft2
9094-W-CHR-005 Wipe 74.7  ug/ft2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-CHR-017 Air 0.617 ug/m3
9094-A-CHR-018 Air 0.499 ug/m3
9094-M-CHR-026  Microvac 9.66 ug/ft2
9094-M-CHR-027  Microvac 3.67 ug/ft2
9094-M-CHR-028 Microvac 525  ug/ft2
9094-M-CHR-029  Microvac 9.23  ug/ft2
9094-W-CHR-022 Wipe 11.2  ug/ft2
9094-W-CHR-023 Wipe 146 ug/ft2
9094-W-CHR-024 Wipe 64.5 ug/ft2
9094-W-CHR-025 Wipe 5.97 ug/ft2
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Chiropractor’s Office Results

Post 1st cleaning - Test 4B

Sample ID Matrix
9094-A-CHR-033 Air
9094-A-CHR-034 Air

9094-W-CHR-038 Wipe
9094-W-CHR-039 Wipe
9094-W-CHR-040 Wipe
9094-W-CHR-041 Wipe

Post 1st cleaning - Test 4C

Sample ID Matrix
9094-A-CHR-047 Air
9094-A-CHR-048 Air

9094-M-CHR-051  Microvac
9094-M-CHR-052  Microvac
9094-M-CHR-053  Microvac
9094-M-CHR-054  Microvac

Post 1st cleaning - Test 4D

Sample ID Matrix
9094-A-CHR-059 Air
9094-A-CHR-060 Air

Post 1st cleaning - Test 4E
Sample ID Matrix

9094-W-CHR-061 Wipe
9094-W-CHR-062 Wipe

9094-W-CHR-063 Wipe

Mineral: alpha-Quartz

Post 1st cleaning - Test 4A

Sample ID Matrix
9094-A-CHR-019 Air
9094-A-CHR-020 Air

Post 1st cleaning - Test 4B

Sample ID Matrix
9094-A-CHR-035 Air
9094-A-CHR-036 Air

Detected

Detected

Detected

ND

ND

Detected

ND

ND

Detected

ND

ND

Detected

ND

ND

<

<
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Result
0.503

0.486
7.12
147
556

6.61

Result
1.89

2.56
145
18.5
17.4

17.9

Result
0.052

0.052

Result

4.65

954

4.65

Result
0.008

0.004

Result
0.004

0.004

ug/m3
ug/m3
ug/ft2
ug/ft2
ug/ft2

ug/ft2

ug/m3
ug/m3
ug/ft2
ug/ft2
ug/ft2

ug/ft2

ug/m3

ug/m3

ug/ft2
ug/ft2

ug/ft2

mg/m3

mg/m3

mg/m3

mg/m3

Comment

Comment

Comment

Comment

Comment

Comment



Chiropractor’s Office Results

Post 1st cleaning - Test 4C

Sample ID
9094-A-CHR-049

9094-A-CHR-050

Mineral: Calcite

Matrix
Air

Air

Post 1st cleaning - Test 4A

Sample ID
9094-A-CHR-019

9094-A-CHR-020

Matrix
Air

Air

Post 1st cleaning - Test 4B

Sample ID
9094-A-CHR-035

9094-A-CHR-036

Matrix
Air

Air

Post 1st cleaning - Test 4C

Sample ID
9094-A-CHR-049

9094-A-CHR-050

Mineral: Cristobalite

Matrix
Air

Air

Post 1st cleaning - Test 4A

Sample ID
9094-A-CHR-019

9094-A-CHR-020

Matrix
Air

Air

Post 1st cleaning - Test 4B

Sample ID
9094-A-CHR-035

9094-A-CHR-036

Matrix
Air

Air

Post 1st cleaning - Test 4C

Sample ID
9094-A-CHR-049

9094-A-CHR-050

Mineral: Tridymite

Matrix
Air

Air

Post 1st cleaning - Test 4A

Sample ID
9094-A-CHR-019

9094-A-CHR-020

Matrix
Air

Air

Detected
ND <
ND <
Detected
ND <
ND <
Detected
ND <
ND <
Detected
ND <
ND <

Detected
ND <
ND <
Detected
ND <
ND <
Detected
ND <
ND <
Detected
ND <
ND <
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Result
0.004

0.004

Result
0.034

0.016

Result
0.017

0.016

Result
0.017

0.016

Result
0.034

0.016

Result
0.017

0.016

Result
0.017

0.016

Result
0.034

0.016

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

Comment

Comment

Comment

Comment

Comment

Comment

Comment

Comment



Chiropractor’s Office Results

Post 1st cleaning - Test 4B

Sample ID Matrix Detected Result Comment
9094-A-CHR-035 Air ND < 0.017 mg/m3
9094-A-CHR-036 Air ND < 0.016 mg/m3

Post 1st cleaning - Test 4C

Sample ID Matrix Detected Result Comment
9094-A-CHR-049 Air ND < 0.017 mg/m3
9094-A-CHR-050 Air ND < 0.016 mg/m3

MMVF
Before cleaning

Sample ID Matrix Detected Result Comment
9094-A-CHR-010 Air 4579 S/L
9094-A-CHR-011 Air 7.869 S/L
9094-W-CHR-002 Wipe 53415.98 S/cm2
9094-W-CHR-003 Wipe 30523.42 S/cm2
9094-W-CHR-004 Wipe 18314.25 S/cm2
9094-W-CHR-005 Wipe 744.01 S/cm2

Post 1st cleaning - Test 4A

Sample ID Matrix Detected Result Comment
9094-A-CHR-014 Air 0.522 S/L
9094-A-CHR-015 Air 1461 SI/L
9094-A-CHR-016 Air 1843 S/L
9094-W-CHR-021 Wipe 57.23 S/cm2
9094-W-CHR-022 Wipe 57.23 S/cm2
9094-W-CHR-023 Wipe 515.08 S/cm2
9094-W-CHR-024 Wipe 457.85 S/cm2
9094-W-CHR-025 Wipe ND < 57.23 S/cm2

Post 1st cleaning - Test 4B

Sample ID Matrix Detected Result Comment
9094-A-CHR-030 Air 17.579 SI/L
9094-A-CHR-031 Air 60.606 SI/L
9094-A-CHR-032 Air 5598 S/L
9094-W-CHR-037 Wipe ND < 57.23 S/cm2
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Chiropractor’s Office Results

9094-W-CHR-038 Wipe 57.23 S/cm2
9094-W-CHR-039 Wipe 228.93 S/cm2
9094-W-CHR-040 Wipe 68.86 S/cm2
9094-W-CHR-041 Wipe 171.69 S/cm2

Post 1st cleaning - Test 4C

Sample ID Matrix Detected Result Comment
9094-A-CHR-042 Air 1.668 S/L
9094-A-CHR-043 Air 0.35 S/L
9094-A-CHR-044 Air 5499 S/L
9094-A-CHR-045 Air 0.126 S/L
9094-A-CHR-046 Air 0.514 S/L

Post 1st cleaning - Test 4D

Sample ID Matrix Detected Result Comment
9094-A-CHR-056 Air 0.135 S/L
9094-A-CHR-057 Air 0.539 S/L
9094-A-CHR-058 Air 0.7 S/L

PAH TEF (ND=1/2)

Before cleaning

Sample ID Matrix Detected Result Comment
9094-A-CHR-012 Air 0.15 pg/m3
9094-A-CHR-013 Air 0.16 pHg/m3
9094-W-CHR-002 Wipe 290 ug/m2 Estimated concentration (J).
9094-W-CHR-003 Wipe 290 ug/m2 Estimated concentration (J).
9094-W-CHR-004 Wipe U 290 ug/m2
9094-W-CHR-005 Wipe U 290 ug/m2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-W-CHR-022 Wipe U 290 ug/m2
9094-W-CHR-023 Wipe U 290 ug/m2
9094-W-CHR-024 Wipe U 290 ug/m2
9094-W-CHR-025 Wipe U 290 ug/m2
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Chiropractor’s Office Results

Post 1st cleaning - Test 4B

Sample ID
9094-W-CHR-038

9094-W-CHR-039
9094-W-CHR-040

9094-W-CHR-041

Matrix
Wipe

Wipe
Wipe

Wipe

Post 1st cleaning - Test 4E

Sample ID
9094-W-CHR-061

9094-W-CHR-062
9094-W-CHR-063

Pre-water wipe
Sample ID
9094-W-CHR-055

Matrix
Wipe

Wipe

Wipe

Matrix
Wipe

Detected Result
U 290
U 290
U 290
U 290
Detected Result
U 290
U 290
U 290
Detected Result
U 290
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ug/m2
ug/m2
ug/m2

ug/m2

ug/m2
ug/m2

ug/m2

ug/m2

Comment

Comment

Comment



Elevator Shaft Results

Asbestos

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-ELV-001 Air
9094-A-ELV-002 Air ND
9094-A-ELV-005 Air ND
9094-A-ELV-001 Air ND
9094-A-ELV-002 Air ND
9094-A-ELV-005 Air ND
9094-A-ELV-001 Air ND
9094-A-ELV-002 Air ND
9094-A-ELV-005 Air ND

Lead
Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-ELV-003 Air ND
9094-A-ELV-004 Air ND

MMVF
Post 1st cleaning - Test 4A

Sample ID Matrix Detected

9094-A-ELV-001 Air

9094-A-ELV-002 Air
9094-A-ELV-005 Air

Result
0.001

< 0.001
< 0.001
< 0.0004
< 0.0004
< 0.0004
< 0.0004
< 0.0004
< 0.0004

Result
< 0.05

< 0.052

Result
0.67

0.167
0.203

Page 1 of 1

flcc

flcc

flcc
S>0.5u/cc
S>0.5u/cc
S>0.5u/cc
S>5u/cc
S>5u/cc

S>5u/cc

ug/m3
ug/m3

S/L
S/L
S/L

Comment

Comment

Comment



The Food Exchange Results

Asbestos
Before Cleaning - HVAC System
Sample ID Matrix Detected Result Comment
9094-W-FE-001 Wipe ND < 302504 S/cm?2
Post 1st cleaning - HYAC System
Sample ID Matrix Detected Result Comment
9094-A-FE-018 Air 0.001 flcc
9094-A-FE-019 Air 0.001 flcc
9094-A-FE-020 Air 0.001 flcc
9094-A-FE-018 Air ND < 0.0005 $S>0.5u/cc
9094-A-FE-019 Air 0.0005 S>0.5u/cc Chrysotile
9094-A-FE-020 Air ND < 0.0005 $S>0.5u/cc
9094-A-FE-018 Air ND < 0.0005 S>5u/cc
9094-A-FE-019 Air 0.0005 S>5u/cc  Chrysotile
9094-A-FE-020 Air ND < 0.0005 S>5u/cc
9094-W-FE-015 Wipe ND < 30250.4 S/cm2
9094-W-FE-016 Wipe ND < 30250.4 S/cm?2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-FE-002 Air 0.001 flcc
9094-A-FE-003 Air ND < 0.001 flcc
9094-A-FE-004 Air 0.001 flcc
9094-A-FE-005 Air ND < 0.001 flcc
9094-A-FE-008 Air ND < 0.001 flcc
9094-A-FE-009 Air ND < 0.001 flcc
9094-A-FE-010 Air ND < 0.001 flcc
9094-A-FE-011 Air ND < 0.001 flcc
9094-A-FE-002 Air 0.001  S=>0.5u/cc Chrysotile
9094-A-FE-003 Air ND < 0.0005 $S>0.5u/cc
9094-A-FE-004 Air ND < 0.0005 S>0.5u/cc Chrysotile
9094-A-FE-005 Air ND < 0.0005 $S>0.5u/cc
9094-A-FE-008 Air ND < 0.0005 $S>0.5u/cc
9094-A-FE-009 Air ND < 0.0005 $S>0.5u/cc

Page 1 of 4



The Food Exchange Results

9094-A-FE-010 Air ND < 0.0005 S=0.5u/cc
9094-A-FE-011 Air ND < 0.0005 S=>0.5u/cc
9094-A-FE-002 Air ND < 0.0005 S=>5u/cc
9094-A-FE-003 Air ND < 0.0005 S>5u/cc
9094-A-FE-004 Air ND < 0.0005 S=>5u/cc
9094-A-FE-005 Air ND < 0.0005 S>5u/cc
9094-A-FE-008 Air ND < 0.0005 S>5u/cc
9094-A-FE-009 Air ND < 0.0005 S>5u/cc
9094-A-FE-010 Air ND < 0.0005 S>5u/cc
9094-A-FE-011 Air ND < 0.0005 S=>5u/cc
Gypsum
Post 1st cleaning - HVAC System
Sample ID Matrix Detected Result Comment
9094-A-FE-023 Air ND < 0.008 mg/m3
Lead
Before Cleaning - HVAC System
Sample ID Matrix Detected Result Comment
9094-W-FE-001 Wipe 1310  ug/ft2
Post 1st cleaning - HVAC System
Sample ID Matrix Detected Result Comment
9094-A-FE-021 Air ND < 0.053 ug/m3 Estimated concentration (J).
9094-A-FE-022 Air ND < 0.052 ug/m3 Estimated concentration (J).
9094-W-FE-015 Wipe 136 ug/ft2
9094-W-FE-016 Wipe 183 ug/ft2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-FE-006 Air ND < 0.053 ug/m3
9094-A-FE-007 Air ND < 0.05 ug/m3
9094-A-FE-012 Air ND < 0.052 ug/m3
9094-A-FE-013 Air ND < 0.052 ug/m3
9094-A-FE-014 Air ND < 0.05 ug/m3
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The Food Exchange Results

Mineral: alpha-Quartz

Post 1st cleaning - HVAC System
Sample ID Matrix Detected
9094-A-FE-023 Air ND

Mineral: Calcite

Post 1st cleaning - HVYAC System
Sample ID Matrix Detected
9094-A-FE-023 Air ND

Mineral: Cristobalite

Post 1st cleaning - HYAC System
Sample ID Matrix Detected
9094-A-FE-023 Air ND

Mineral: Tridymite

Post 1st cleaning - HVAC System

Sample ID Matrix Detected
9094-A-FE-023 Air ND
MMVF

Before Cleaning - HVAC System
Sample ID Matrix Detected

9094-W-FE-001 Wipe

Post 1st cleaning - HVAC System

Sample ID Matrix Detected
9094-A-FE-018 Air ND
9094-A-FE-019 Air ND
9094-A-FE-020 Air ND
9094-W-FE-015 Wipe ND
9094-W-FE-016 Wipe ND

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-FE-002 Air ND
9094-A-FE-003 Air ND
9094-A-FE-004 Air ND
9094-A-FE-005 Air ND
9094-A-FE-008 Air

Result
< 0.004

Result
< 0.017

Result
< 0.017

Result
< 0.017

Result
11732.44

Result
< 0.066
< 0.066
< 0.067
< 57.23
< 57.23

Result
< 0.069

< 0.072
< 0.086
< 0.074

0.14
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mg/m3

mg/m3

mg/m3

mg/m3

S/cm2

S/L
S/L
S/L
S/cm2
S/ecm?2

S/L
S/L
S/L
S/L
S/L

Comment

Comment

Comment

Comment

Comment

Comment

Comment



The Food Exchange Results

9094-A-FE-009 Air 0.145 S/L
9094-A-FE-010 Air ND < 0.079 S/
9094-A-FE-011 Air ND < 0.072 S/L

Total Dust - NADCA vacuum

Post 1st cleaning - HYAC System (NADCA)
Sample ID Matrix Detected Result Comment
9094-M-FE-017  Microvac 0.013 mg/cm2
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Lemongrass Grill Results

Asbestos

Before cleaning - HVAC System

Sample ID
9094-W-LG-009

Post 1st cleaning - HYAC System

Sample ID
9094-A-LG-023

9094-A-LG-024
9094-A-LG-025
9094-A-LG-026
9094-A-LG-023
9094-A-LG-024
9094-A-LG-025
9094-A-LG-026
9094-A-LG-023
9094-A-LG-024
9094-A-LG-025
9094-A-LG-026
9094-W-LG-020
9094-W-LG-021

Post 1st cleaning - Test 4A

Sample ID
9094-A-LG-001

9094-A-LG-002
9094-A-LG-003
9094-A-LG-004
9094-A-LG-005
9094-A-LG-018
9094-A-LG-001
9094-A-LG-002

9094-A-LG-003

Matrix Detected
Wipe ND
Matrix Detected
Air
Air
Air
Air
Air ND
Air
Air
Air ND
Air ND
Air ND
Air ND
Air ND
Wipe ND
Wipe ND
Matrix Detected
Air
Air
Air
Air
Air
Air ND
Air
Air
Air

Result
< 30250.4

Result
0.001

0.001
0.001
0.001
< 0.0005
0.0005
0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 0.0005
< 12100.2
< 12100.2

Result

< 0.001
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S/cm2

flcc

flcc

flcc

flcc
S>0.5u/cc
S>0.5u/cc
S>0.5u/cc
S>0.5u/cc
S>5u/cc
S>5u/cc
S>5u/cc
S>5u/cc
S/ecm?2
S/cm2

flcc

flcc

flcc

flcc

flcc

flcc

S>0.5u/cc

S>0.5u/cc

S>0.5u/cc

Comment

Comment

Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.



Lemongrass Grill Results

9094-A-LG-004 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-LG-005 Air S>0.5u/cc Not analyzed due to
overloading of particulates.
9094-A-LG-018 Air ND < 0.0005 $S>0.5u/cc
9094-A-LG-001 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-LG-002 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-LG-003 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-LG-004 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-LG-005 Air S>5u/cc  Not analyzed due to
overloading of particulates.
9094-A-LG-018 Air ND < 0.0005 S>5u/cc

Post 2nd cleaning - Test 4A

Sample ID Matrix Detected Result Comment
9094-A-LG-010 Air ND < 0.001 flcc
9094-A-LG-011 Air ND < 0.001 flcc
9094-A-LG-012 Air ND < 0.001 flcc
9094-A-LG-013 Air ND < 0.001 flcc
9094-A-LG-014 Air 0.001 ficc
9094-A-LG-015 Air 0.001 flcc
9094-A-LG-016 Air 0.001 ficc
9094-A-LG-010 Air ND < 0.0005 S>0.5ulcc
9094-A-LG-011 Air ND < 0.0005 S>0.5ulcc
9094-A-LG-012 Air ND < 0.0005 S>0.5ulcc
9094-A-LG-013 Air ND < 0.0005 S>0.5ulcc
9094-A-LG-014 Air ND < 0.0005 S>0.5ulcc
9094-A-LG-015 Air ND < 0.0005 S>0.5ulcc
9094-A-LG-016 Air 0.0005 S>0.5u/cc Chrysotile
9094-A-LG-010 Air ND < 0.0005 S>5u/cc
9094-A-LG-011 Air ND < 0.0005 S>5ulcc
9094-A-LG-012 Air ND < 0.0005 S>5u/cc
9094-A-LG-013 Air ND < 0.0005 S>5ulcc
9094-A-LG-014 Air ND < 0.0005 S>5u/cc
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Lemongrass Grill Results

9094-A-LG-015 Air ND < 0.0005
9094-A-LG-016 Air 0.0005
Gypsum
Post 1st cleaning - HVYAC System
Sample ID Matrix Detected Result
9094-A-LG-030 Air ND < 0.009
Lead
Before cleaning - HVAC System
Sample ID Matrix Detected Result
9094-W-LG-009 Wipe 10700
Post 1st Cleaning - HVAC System
Sample ID Matrix Detected Result
9094-A-LG-027 Air ND < 0.053
9094-A-LG-028 Air ND < 0.052
9094-A-LG-029 Air ND < 0.053
9094-W-LG-020 Wipe 25.9
9094-W-LG-021 Wipe 166
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result
9094-A-LG-006 Air 0.168
9094-A-LG-007 Air 0.16
9094-A-LG-008 Air 0.347
9094-A-LG-019 Air ND < 0.059

Mineral: alpha-Quartz

Post 1st cleaning - HVYAC System
Sample ID Matrix Detected Result
9094-A-LG-030 Air ND < 0.004

Mineral: Calcite

Post 1st cleaning - HVAC System
Sample ID Matrix Detected Result
9094-A-LG-030 Air ND < 0.017

Mineral: Cristobalite

Post 1st cleaning - HVAC System
Sample ID Matrix Detected Result
9094-A-LG-030 Air ND < 0.017
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S>5u/cc

S>5u/cc

mg/m3

ug/ft2

ug/m3
ug/m3
ug/m3
ug/ft2

ug/ft2

ug/m3
ug/m3
ug/m3
ug/m3

mg/m3

mg/m3

mg/m3

Chrysotile

Comment

Comment

Estimated concentration (J)

Comment

Estimated concentration (J).

Estimated concentration (J).

Estimated concentration (J).

Method blank contamination
(Validation = R).

Comment

Comment

Comment

Comment



Lemongrass Grill Results

Mineral: Tridymite

Post 1st cleaning - HVYAC System

Sample ID Matrix Detected Result Comment
9094-A-LG-030 Air ND < 0.017 mg/m3
MMVF
Before cleaning - HVAC System
Sample ID Matrix Detected Result Comment
9094-W-LG-009 Wipe ND < 57.23 S/cm2
Post 1st cleaning - HVAC System
Sample ID Matrix Detected Result Comment
9094-A-LG-023 Air ND < 0.096 S/L
9094-A-LG-024 Air ND < 0.086 S/L
9094-A-LG-025 Air ND < 0.067 S/L
9094-A-LG-026 Air ND < 0.089 S/L
9094-W-LG-020 Wipe ND < 5723 S/cm2
9094-W-LG-021 Wipe ND < 57.23 S/cm2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-LG-001 Air ND < 0.075 S/L
9094-A-LG-002 Air ND < 0.068 S/L
9094-A-LG-003 Air ND < 0.082 S/L
9094-A-LG-004 Air ND < 0.066 S/L
9094-A-LG-005 Air ND < 0.063 S/L
9094-A-LG-018 Air ND < 0.072 S/L

Total Dust - NADCA vacuum

Post 1st cleaning - HYAC System (NADCA)
Sample ID Matrix Detected Result Comment
9094-M-LG-022  Microvac 0.005 mg/cm2
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Liberty Street Staircase Results

Asbestos
Post 1st cleaning - Test 4A, 4B
Sample ID Matrix Detected
9094-A-LS3-001 Air
9094-A-LS5-001 Air
9094-A-LS3-001 Air ND
9094-A-LS5-001 Air
9094-A-LS3-001 Air ND
9094-A-LS5-001 Air
Gypsum
Post 1st cleaning - Test 4A, 4B
Sample ID Matrix Detected
9094-A-LS3-003 Air ND
9094-A-LS5-003 Air ND
Lead
Post 1st cleaning - Test 4A, 4B
Sample ID Matrix Detected
9094-A-LS3-002 Air ND
9094-A-LS5-002 Air ND

Mineral: alpha-Quartz
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-LS3-003 Air
9094-A-LS5-003 Air ND

Mineral: Calcite
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-LS3-003 Air ND
9094-A-LS5-003 Air ND

Mineral: Cristobalite
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected
9094-A-LS3-003 Air ND
9094-A-LS5-003 Air ND

Result
0.005

0.003
< 0.0005
0.0005
< 0.0005
0.0005

Result
< 0.009

< 0.008

Result
< 0.052

< 0.052

Result
0.022

< 0.004

Result
< 0.017

< 0.017

Result
< 0.017

< 0.017

Page 1 of 2

flcc

flcc
S>0.5u/cc
S>0.5u/cc
S>5u/cc

S>5u/cc

mg/m3
mg/m3

ug/m3
ug/m3

mg/m3
mg/m3

mg/m3
mg/m3

mg/m3
mg/m3

Comment

Chrysotile

Chrysotile

Comment

Comment

Comment

Comment

Comment



Liberty Street Staircase Results

Mineral: Tridymite
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected Result
9094-A-LS3-003 Air ND < 0.017
9094-A-LS5-003 Air ND < 0.017

MMVF
Post 1st cleaning - Test 4A, 4B

Sample ID Matrix Detected Result
9094-A-LS3-001 Air 0.14
9094-A-LS5-001 Air 0.072

Page 2 of 2

Comment
mg/m3
mg/m3

Comment
S/L
S/L



Mattress Shop Results

Asbestos

Before cleaning
Sample ID
9094-A-MAT-012

9094-A-MAT-013
9094-A-MAT-014
9094-A-MAT-015
9094-A-MAT-012

9094-A-MAT-013

9094-A-MAT-014

9094-A-MAT-015

9094-M-MAT-005
9094-M-MAT-006
9094-M-MAT-007
9094-M-MAT-008
9094-M-MAT-009
9094-M-MAT-010
9094-M-MAT-011
9094-W-MAT-002
9094-W-MAT-003

9094-W-MAT-004

Matrix
Air
Air
Air
Air
Air
Air
Air
Air

Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Wipe
Wipe

Wipe

Post 1st cleaning - Test 4A

Sample ID
9094-A-MAT-018

9094-A-MAT-019
9094-A-MAT-020

9094-A-MAT-018

9094-A-MAT-019

9094-A-MAT-020

9094-A-MAT-018

Matrix
Air
Air
Air
Air

Air

Air

Air

Detected

ND

ND

Detected

Result
0.025

0.283
0.008
0.004

< 0.0009

< 0.0008

378132
371977
39572
823098
182031
123465
72812.5
7122.96
11080.2

10288.7
Result
0.006

0.006

0.009

0.0009

Page 1 of 11

flcc
flcc
flcc
flcc
S>5u/cc

S>5u/cc

S>5u/cc

S>5u/ce

S/cm2
S/lcm2
S/cm2
S/lcm2
Slcm2
S/lcm2
S/lcm2
S/cm2
S/lcm2

S/cm2

flcc
flcc
flcc

S>0.5u/cc

S>0.5u/cc

S>0.5u/cc

S>5u/cc

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile
Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile

Not analyzed due to
overloading of particulates.



Mattress Shop Results

9094-A-MAT-019
9094-A-MAT-020

9094-M-MAT-030

9094-M-MAT-031

9094-M-MAT-032

9094-M-MAT-033

9094-M-MAT-034

9094-M-MAT-035

9094-M-MAT-036

9094-W-MAT-026

9094-W-MAT-027

9094-W-MAT-028

9094-W-MAT-029

Air
Air
Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Microvac
Wipe
Wipe
Wipe

Wipe

Post 1st cleaning - Test 4B

Sample ID
9094-A-MAT-037

9094-A-MAT-038

9094-A-MAT-039
9094-A-MAT-037
9094-A-MAT-038
9094-A-MAT-039
9094-A-MAT-037
9094-A-MAT-038
9094-A-MAT-039

9094-W-MAT-045
9094-W-MAT-046

9094-W-MAT-047

9094-W-MAT-048

Matrix
Air

Air
Air
Air
Air
Air
Air
Air
Air
Wipe
Wipe
Wipe

Wipe

Detected

ND

0.0009

18203.1
35614.8
53817.9
56983.7
58566.6
23743.2
47486.4

1582.88
48277.8
197860

134545

Result

0.042

2374.32

27304.7

35614.8

< 23664.1
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S>5u/cc
S>5u/cc

S/cm2

S/cm2

S/cm2

S/cm2

S/cm2

S/cm2

S/cm2

S/cm2
S/cm2
S/cm2

S/cm2

flcc

flcc

flcc

S>0.5u/cc

S>0.5u/cc

S>0.5u/cc

S>5u/ce

S>5u/cc

S>5u/cc

S/cm2

S/cm2

S/cm2

S/cm2

Not analyzed due to
overloading of particulates.

Chrysotile
Chrysatile - Field Blank
contamination (Validation = J).

Chrysotile - Field Blank
contamination (Validation = J).

Chrysotile - Field Blank
contamination (Validation = J).

Chrysotile - Field Blank
contamination (Validation = J).

Chrysatile - Field Blank
contamination (Validation = J).

Chrysatile - Field Blank
contamination (Validation = J).

Chrysotile - Field Blank
contamination (Validation = J).

Chrysotile
Chrysotile
Chrysotile

Chrysotile

Comment

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Not analyzed due to
overloading of particulates.

Chrysotile
Chrysotile

44 Chrysotile and 1
Anthophyllite

Particulate matter; sensitivity
(7914 s/cm2) not reached.



Mattress Shop Results
Post 1st cleaning - Test 4C

Sample ID Matrix Detected Result Comment
9094-A-MAT-049 Air 0.006 ficc
9094-A-MAT-050 Air 0.006 ficc
9094-A-MAT-051 Air 0.008 ficc
9094-A-MAT-052 Air 0.008 ficc
9094-A-MAT-053 Air 0.007 flcc
9094-A-MAT-049 Air 0.0067 S>0.5u/cc Chrysotile
9094-A-MAT-050 Air 0.0032 S>0.5u/cc Chrysotile
9094-A-MAT-051 Air 0.0106 S>0.5u/cc Chrysotile
9094-A-MAT-052 Air 0.0041 S>0.5u/cc Chrysotile
9094-A-MAT-053 Air 0.0047 S>0.5u/cc Chrysotile
9094-A-MAT-049 Air 0.0025 S>5u/cc  Chrysotile
9094-A-MAT-050 Air 0.0016 S>5u/cc  Chrysotile
9094-A-MAT-051 Air 0.0025 S>5u/cc  Chrysotile
9094-A-MAT-052 Air 0.0016 S>5u/cc  Chrysotile
9094-A-MAT-053 Air 0.0016 S>5u/cc  Chrysotile
9094-M-MAT-058 Microvac ND < 3840.04 S/cm2
9094-M-MAT-059 Microvac ND < 3840.04 S/cm2 Chrysotile - Asbestos detected

below detection limit.

9094-M-MAT-060 Microvac 12480.1 S/cm2 Chrysotile
9094-M-MAT-061 Microvac 95040.9 S/cm2 Chrysotile
9094-M-MAT-062 Microvac 6720.06 S/cm2 Chrysotile
9094-M-MAT-063 Microvac 4800.04 S/cm2 Chrysotile
9094-M-MAT-064 Microvac ND < 3840.04 S/cm2 Chrysotile - Asbestos detected

below detection limit.

Post 1st cleaning - Test 4D

Sample ID Matrix Detected Result Comment
9094-A-MAT-067 Air ND < 0.001 f/cc
9094-A-MAT-068 Air ND < 0.001 flcc
9094-A-MAT-071 Air ND < 0.001 f/cc
9094-A-MAT-067 Air ND < 0.0005 S>0.5u/cc
9094-A-MAT-068 Air ND < 0.0005 S>0.5u/cc
9094-A-MAT-071 Air ND < 0.0005 S>0.5u/cc
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Mattress Shop Results

9094-A-MAT-067 Air ND
9094-A-MAT-068 Air ND
9094-A-MAT-071 Air ND

Dioxin TEQ EMPC (ND=1/2)

Before cleaning

Sample ID Matrix Detected
9094-A-MAT-016 Air
9094-A-MAT-017 Air

9094-W-MAT-002  Wipe
9094-W-MAT-003  Wipe
9094-W-MAT-004  Wipe

Post 1st cleaning - Test 4A
Sample ID Matrix Detected

9094-W-MAT-026 Wipe
9094-W-MAT-027 Wipe
9094-W-MAT-028 Wipe
9094-W-MAT-029 Wipe

Post 1st cleaning - Test 4B
Sample ID Matrix Detected
9094-W-MAT-045 Wipe

9094-W-MAT-046 Wipe
9094-W-MAT-047 Wipe
9094-W-MAT-048 Wipe

Post 1st cleaning - Test 4E
Sample ID Matrix Detected
9094-W-MAT-072 Wipe

9094-W-MAT-073 Wipe

Pre-water wipe
Sample ID Matrix Detected
9094-W-MAT-065 Wipe

9094-W-MAT-066  Wipe

< 0.0005
< 0.0005

< 0.0005

Result
0.000221

0.00017
0.584
0.647

0.598

Result
0.797

0.805
0.691

0.846

Result
0.812

0.903
0.838

0.678

Result
0.647

0.613

Result

0.849

0.698
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S>5u/cc
S>5u/cc

S>5u/cc

ng/m3
ng/m3
ng/mz2
ng/m2

ng/mz2

ng/mz2
ng/m2
ng/mz2

ng/m2

ng/mz2
ng/m2
ng/m2

ng/mz2

NG/M2

NG/M2

NG/M2

NG/M2

Comment

Comment

Comment

Comment

Comment



Unit Mattress Shop Results

Gypsum
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-MAT-023 Air ND < 0.008 mg/m3
9094-A-MAT-024 Air ND < 0.008 mg/m3
Post 1st cleaning - Test 4B
Sample ID Matrix Detected Result Comment
9094-A-MAT-042 Air ND < 0.008 mg/m3
9094-A-MAT-043 Air ND < 0.008 mg/m3
Post 1st cleaning - Test 4C
Sample ID Matrix Detected Result Comment
9094-A-MAT-056 Air ND < 0.008 mg/m3
9094-A-MAT-057 Air ND < 0.008 mg/m3
Lead
Before cleaning
Sample ID Matrix Detected Result Comment
9094-M-MAT-005 Microvac 5,56  ug/ft2 Estimated concentration (J).
9094-M-MAT-006 Microvac 18.4  ug/ft2 Estimated concentration (J).
9094-M-MAT-007 Microvac 7.66  ug/ft2 Estimated concentration (J).
9094-M-MAT-008 Microvac 5.28  ug/ft2
9094-M-MAT-009 Microvac 3.52 ug/ft2
9094-M-MAT-010 Microvac 2.62 ug/ft2
9094-M-MAT-011 Microvac ND < 232 ug/ft2
9094-W-MAT-002 Wipe ND < 4.65 ug/ft2
9094-W-MAT-003 Wipe 38.9 ug/ft2
9094-W-MAT-004 Wipe 77 ug/ft2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-MAT-021 Air 0.198 ug/m3
9094-A-MAT-022 Air 0.195 ug/m3
9094-M-MAT-030 Microvac ND < 232 ug/ft2
9094-M-MAT-031 Microvac ND < 232 ugl/ft2
9094-M-MAT-032 Microvac ND < 232 ug/ft2
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Mattress Shop Results

9094-M-MAT-033  Microvac ND < 232 uglft2
9094-M-MAT-034 Microvac 3.29 ug/ft2
9094-M-MAT-035 Microvac 2.56  ug/ft2
9094-M-MAT-036 Microvac ND < 232 ugl/ft2
9094-W-MAT-026 Wipe ND < 465 ug/ft2
9094-W-MAT-027 Wipe 22.2  uglft2
9094-W-MAT-028 Wipe 43.9  ug/ft2
9094-W-MAT-029 Wipe 42.2  ug/ft2
Post 1st cleaning - Test 4B
Sample ID Matrix Detected Result Comment
9094-A-MAT-040 Air 0.363 ug/m3
9094-A-MAT-041 Air 0.352 ug/m3
9094-W-MAT-045 Wipe ND < 4.65 ug/ft2
9094-W-MAT-046 Wipe 10.6  ug/ft2
9094-W-MAT-047 Wipe 91.5 ug/ft2
9094-W-MAT-048 Wipe 79.3  ug/ft2
Post 1st cleaning - Test 4C
Sample ID Matrix Detected Result Comment
9094-A-MAT-054 Air 0.174 ug/m3
9094-A-MAT-055 Air 0.189 ug/m3
9094-M-MAT-058 Microvac ND < 232 uglft2
9094-M-MAT-059 Microvac ND < 232 ug/ft2
9094-M-MAT-060 Microvac ND < 232 ug/ft2
9094-M-MAT-061  Microvac ND < 232 ugl/ft2
9094-M-MAT-062 Microvac 3.82 ug/ft2
9094-M-MAT-063  Microvac ND < 232 uglt2
9094-M-MAT-064 Microvac ND < 232 ug/ft2
Post 1st cleaning - Test 4D
Sample ID Matrix Detected Result Comment
9094-A-MAT-069 Air ND < 0.051 ug/m3
9094-A-MAT-070 Air ND < 0.051 ug/m3
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Mattress Shop Results

Post 1st cleaning - Test 4E
Sample ID Matrix Detected

9094-W-MAT-072 Wipe
9094-W-MAT-073 Wipe

9094-W-MAT-074 Wipe

Pre-water wipe
Sample ID Matrix Detected

9094-W-MAT-065 Wipe ND

9094-W-MAT-066 Wipe

Mineral: alpha-Quartz

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-MAT-023 Air ND
9094-A-MAT-024 Air ND

Post 1st cleaning - Test 4B

Sample ID Matrix Detected
9094-A-MAT-042 Air ND
9094-A-MAT-043 Air ND

Post 1st cleaning - Test 4C

Sample ID Matrix Detected
9094-A-MAT-056 Air ND
9094-A-MAT-057 Air ND

Mineral: Calcite

Post 1st cleaning - Test 4A

Sample ID Matrix Detected
9094-A-MAT-023 Air ND
9094-A-MAT-024 Air ND

Post 1st cleaning - Test 4B

Sample ID Matrix Detected
9094-A-MAT-042 Air ND
9094-A-MAT-043 Air ND

Post 1st cleaning - Test 4C

Sample ID Matrix Detected
9094-A-MAT-056 Air ND
9094-A-MAT-057 Air ND

Result
19.5

5.06

38.2

Result
4.65

20

Result
0.004

0.004

Result
0.004

0.004

Result
0.004

0.004

Result
0.016

0.016

Result
0.016

0.016

Result
0.017

0.017
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ug/ft2
ug/ft2

ug/ft2

ug/ft2

ug/ft2

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

Comment

Sample was broken at the
laboratory; ID not confirmed.

Sample was broken at the
laboratory; ID not confirmed.

Comment

Estimated concentration (J).

Comment

Comment

Comment

Comment

Comment

Comment



Mattress Shop Results

Mineral: Cristobalite

Post 1st cleaning - Test 4A

Sample ID Matrix
9094-A-MAT-023 Air
9094-A-MAT-024 Air

Post 1st cleaning - Test 4B

Sample ID Matrix
9094-A-MAT-042 Air
9094-A-MAT-043 Air

Post 1st cleaning - Test 4C

Sample ID Matrix
9094-A-MAT-056 Air
9094-A-MAT-057 Air

Mineral: Tridymite

Post 1st cleaning - Test 4A

Sample ID Matrix
9094-A-MAT-023 Air
9094-A-MAT-024 Air

Post 1st cleaning - Test 4B

Sample ID Matrix
9094-A-MAT-042 Air
9094-A-MAT-043 Air

Post 1st cleaning - Test 4C

Sample ID Matrix
9094-A-MAT-056 Air
9094-A-MAT-057 Air

Detected
ND

ND

Detected
ND

ND

Detected
ND

ND

Detected
ND

ND

Detected
ND

ND

Detected
ND

ND

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result
< 0.017

< 0.017

Result
< 0.016

< 0.016

Result
< 0.016

< 0.016

Result

< 0.017

< 0.017
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mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

mg/m3

Comment

Comment

Comment

Comment

Comment

Comment



Mattress Shop Results

MMVF
Before cleaning
Sample ID Matrix Detected Result Comment
9094-A-MAT-012 Air 11.716 SI/L
9094-A-MAT-013 Air 92.184 SI/L
9094-A-MAT-014 Air 3.766 S/L
9094-A-MAT-015 Air 4159 S/L
9094-W-MAT-002 Wipe 1201.86 S/cm2
9094-W-MAT-003 Wipe 23710.15 S/cm2
9094-W-MAT-004 Wipe 572.31 S/cm2
Post 1st cleaning - Test 4A
Sample ID Matrix Detected Result Comment
9094-A-MAT-018 Air 319 S/
9094-A-MAT-019 Air 2834 S/L
9094-A-MAT-020 Air 3.802 S/L
9094-W-MAT-026 Wipe 114.46 S/cm2
9094-W-MAT-027 Wipe ND < 5723 S/cm2
9094-W-MAT-028 Wipe 228.93 S/cm2
9094-W-MAT-029 Wipe 686.78 S/cm2
Post 1st cleaning - Test 4B
Sample ID Matrix Detected Result Comment
9094-A-MAT-037 Air 1.457 S/L
9094-A-MAT-038 Air 6.206 S/L
9094-A-MAT-039 Air 1.753 S/L
9094-W-MAT-045 Wipe ND < 5723 S/cm2
9094-W-MAT-046 Wipe 171.69 S/cm2
9094-W-MAT-047 Wipe 286.16 S/cm2
9094-W-MAT-048 Wipe 286.16 S/cm2
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Mattress Shop Results

Post 1st cleaning - Test 4C

Sample ID
9094-A-MAT-049

9094-A-MAT-050
9094-A-MAT-051
9094-A-MAT-052

9094-A-MAT-053

Matrix
Air
Air
Air
Air

Air

Post 1st cleaning - Test 4D

Sample ID
9094-A-MAT-067

9094-A-MAT-068

9094-A-MAT-071

PAH TEF (ND=1/2)

Before cleaning
Sample ID

9094-A-MAT-016
9094-W-MAT-002
9094-W-MAT-003

9094-W-MAT-004

Matrix
Air
Air

Air

Matrix
Air

Wipe

Wipe

Wipe

Post 1st cleaning - Test 4A

Sample ID
9094-W-MAT-026

9094-W-MAT-027
9094-W-MAT-028

9094-W-MAT-029

Matrix
Wipe
Wipe
Wipe

Wipe

Post 1st cleaning - Test 4B

Sample ID
9094-W-MAT-045

9094-W-MAT-046
9094-W-MAT-047

9094-W-MAT-048

Matrix
Wipe
Wipe
Wipe

Wipe

Detected

Detected
ND

ND

ND

Detected
U

U

Detected
U

U

U

U
Detected

U

U
U
U

Result
4,723

1.051
1.203
2.127

2.092

Result
< 0.067

< 0.069

< 0.047

Result
2.7

290
290

290

Result
290

290
290

290

Result
290

290
290

290
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S/L
S/L
S/L
S/L

S/L

S/L
S/L

S/L

pHg/m3
ug/m2
ug/m2

ug/m2

ug/m2
ug/m2
ug/m2

ug/m2

ug/m2
ug/m2
ug/m2

ug/m2

Comment

Comment

Comment

Comment

Comment



Mattress Shop Results

Post 1st cleaning - Test 4E

Sample ID
9094-W-MAT-072

9094-W-MAT-073

Pre-water wipe
Sample ID
9094-W-MAT-065

9094-W-MAT-066

Matrix
Wipe

Wipe

Matrix
Wipe

Wipe

Detected
U

U

Detected
U

U

Result
290

290

Result

290

290

Page 11 of 11

ug/m2

ug/m2

ug/m2

ug/m2

Comment

Comment



